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STATE OF NEW HAMPSHIRE 
 BUREAU OF PURCHASE AND PROPERTY 
 STATE HOUSE ANNEX 
 25 CAPITOL STREET 
 CONCORD, NEW HAMPSHIRE 03301-6398 
 
 ADDENDUM #1  TO BID INVITATION # 1806-16   
 
DATE OF BID OPENING:  December 11, 2015         TIME OF BID OPENING:  10:00 AM (EST) 
 
FOR:   HVAC (Heating, Ventilation and Air Conditioning) Preventative Maintenance and Repair 
Services 
 

REMOVE THE FOLLOWING: 
SECTION I: DEPARTMENT OF SAFETY 
P. 10, #8 AND #9: Most buildings do not have this equipment, and therefore do not require 
Contractors to perform this maintenance.   
 
 
Currently Reads As:   
p. 5, “AWARD”: “The award shall be made to the responsible Vendor(s) meeting the criteria 
established in this RFB and providing the lowest cost by Section.” 
 
Change To Read As: 
p. 5, “AWARD”: “The award(s) shall be made to the responsible Contractor(s) meeting the 
criteria established in this RFB and providing the lowest cost by Section.  For Section I: 
Department of Safety ONLY, award(s) shall be made to the responsible Contractor(s) meeting 
the criteria established in this RFB and providing the lowest cost per zone (1 through 5) as 
outlined in the offer section on page 2 of this Addendum.    
 
This Offer Section for Department of Safety replaces the Offer Section for Department of Safety 
(p. 46) of RFB 1806-16 in its entirety.  The original offer section for Section I: Department of Safety 
will not be accepted.   
  
Revised Appendix A (Appendix A 1806-16 Rev1) is attached to display inventory by zone.  
 
 

 
PURCHASING AGENT: DANIELLE RUEST, TEL. NO.: 603/271-3290 

 
NOTE:          IN THE EVENT THAT YOUR BID INVITATION HAS BEEN SENT TO THIS OFFICE PRIOR TO RECEIVING THIS 

ADDENDUM, RETURN ADDENDUM WITHIN THE SPECIFIED TIME WITH ANY CHANGES YOU MAY WISH 
TO MAKE AND MARK ON THE REMITTANCE ENVELOPE BID INVITATION NUMBER AND OPENING 
DATE.  RETURNED ADDENDA WILL SUPERSEDE PREVIOUSLY SUBMITTED BID. 

 
BIDDER _________________________________  ADDRESS __________________________________ 
 
BY _____________________________________        ___________________________________________ 
   (this document must be signed) 
   _______________________________________ TEL. NO.____________________________________ 
   (please type or print name) 
 
Please visit: http://das.nh.gov/purchasing  
(click on “Bid, Proposals…”) for complete bid and addendums. 
 
 

http://das.nh.gov/purchasing
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SECTION I: DEPARTMENT OF SAFETY 

ZONE FACILITY NAME ADDRESS TOWN  SEMI-ANNUAL 
PRICE  

1 Troop E 1864 White Mnt. Highway Tamworth   
1 Troop F 549 Rte 302  Twin Mtn   
1 Fire Standards - North Trudeau Road Bethlehem   

 TOTAL, SECTION I, ZONE 1   

2 Windham Weigh Station I-93 N & S  Windham   
2 Troop C 15 Ashbrook Court Keene   
2 DMV/EMS - Milford 4 Meadowbrook Road Milford   

 TOTAL, SECTION I, ZONE 2   

3 DMV Warehouse 23 Hazen Drive Concord   
3 Fire Standards Administration 110 Smokey Bear Blvd Concord   
3 Fire Standards Fire House 110 Smokey Bear Blvd Concord   
3 Fire Standards Old Dorm 110 Smokey Bear Blvd Concord   
3 Fire Standards New Dorm 110 Smokey Bear Blvd Concord   
3 Fire Standards ARFF Bldg 110 Smokey Bear Blvd Concord   
3 Fire Standards Storage Bldg 110 Smokey Bear Blvd Concord   
3 DOS Automotive Garage 39 Hazen Drive Concord   
3 DOS Warehouse 41 Hazen Drive Concord   
3 Troop D 125 Iron Works Road Concord   
3 Troop G 91 Airport Road Concord   

 TOTAL, SECTION I, ZONE 3   

4 NH Marine Patrol 31 Dock Road Gilford   
4 Marine Patrol - Belmont 3 Higgins Drive Belmont   

 TOTAL, SECTION I, ZONE 4   

5 Troop A 315 Calef Hwy  Epping   
5 DMV - Dover 50 Boston Harbor Road Dover   

 TOTAL, SECTION I, ZONE 5   

 
 

REPAIR RATES, EMERGENCY SERVICE AS REQUIRED, PER HOUR for SECTION I: DEPARTMENT OF SAFETY:  

 
Monday thru Friday 8:00 AM to 4:30 PM  
  Journeyman Mechanic      $ ________ per hour/per person  
 

Monday thru Friday 4:31 PM to 7:59 AM  
  Journeyman Mechanic      $ ________ per hour/per person  
 
 
Saturday Work:  
  Journeyman Mechanic      $ ________ per hour/per person  
 
 
Sunday Work:  
  Journeyman Mechanic      $ ________ per hour/per person  
 

 



SECTION I SAFETY

				SECTION I: DEPARTMENT OF SAFETY

		ZONE		Address		Town		County		Qty		Type/Description		Model #		Serial #		Location of Equip		Facility Contact Name & Phone		Maintenance Classification		Participation Date (if other than 01/01/2016)

		1		TROOP E

				1864 White Mnt. Highway		Tamworth		Carroll		1		Lennox Oil Furnace		PZHBX12F09001				Mechanical Room		Jim Minery           419-9451		Heating System

				1864 White Mnt. Highway		Tamworth		Carroll		1		York Oil Furnace		P2HBX12F08001				Mechanical Room		Jim Minery         419-9451		Heating System

				1864 White Mnt. Highway		Tamworth		Carroll		1		ThermaFlow  Hot Water Heater		E30GL				Mechanical Room		Jim Minery          419-9451		Heating System

				1864 White Mnt. Highway		Tamworth		Carroll		1		York Furnace		CBP1348005FF				Attic		Jim Minery           419-9451		Heating System

				1864 White Mnt. Highway		Tamworth		Carroll		2		York Condenser		H4DB036507A				Outside		Jim Minery         419-9451		Air Conditioning System

				1864 White Mnt. Highway		Tamworth		Carroll		1		Lennox Condenser		MP10211V1A				Outside		Jim Minery           419-9451		Air Conditioning System

		1		TROOP F

				549 Rte 302 		Twin Mtn		Coos		1		Carrier Propane Furnace		58MCB060				Garage		Jim Minery           419-9451		Heating System

				549 Rte 302 		Twin Mtn		Coos		1		System 2000 Boiler 		AFG		2082119824		Mechanical room		Jim Minery         419-9451		Heating System

				549 Rte 302 		Twin Mtn		Coos		2		Carrier Oil Furnace		58HV085				Mechanical room		Jim Minery         419-9451		Heating System

				549 Rte 302 		Twin Mtn		Coos		1		Mitsubishi Split System		MU09TW				Dispatch		Jim Minery         419-9451		Air Conditioning System

				549 Rte 302 		Twin Mtn		Coos		1		Comfort Aire Split System		A-VMC09SB				Radio closet		Jim Minery         419-9451		Air Conditioning System

				549 Rte 302 		Twin Mtn		Coos		2		Lennox Condenser		13ACD04823003				Outside		Jim Minery         419-9451		Air Conditioning System

		1		FIRE STANDARDS NORTH

				Trudeau Road		Bethlehem		Grafton		1		Thermo Pride oil/wood furnace		WC-27 				Mechanical room		Jim Minery         419-9451		Heating System

		2		WINDHAM WEIGH STATION

				I-93 N & S 		Windham		Rockingham		2		York Furnace		TA-752909934				Mechanical room		Jim Minery           419-9451		Heating System

				I-93 N & S		Windham		Rockingham		2		York Condenser		H20B036506A				Roof		Jim Minery         419-9451		Air Conditioning System

		2		TROOP C

				15 Ashbrook Court		Keene		Cheshire		2		ThermoPride Furnace		OH5-85DA				Mechanical Room		Jim Minery           419-9451		Heating System

				15 Ashbrook Court		Keene		Cheshire		1		Carrier Condenser		2AACR336A300				Outside		Jim Minery         419-9451		Air Conditioning System

				15 Ashbrook Court		Keene		Cheshire		1		Carrier Condenser		24ACR360A310				Outside		Jim Minery           419-9451		Air Conditioning System

		2		DMV/EMS - MILFORD

				4 Meadowbrook Road		Milford		Hillsboro		2		Lennox		016Q4/5-155				Mechanical room		Jim Minery         419-9451		Heating System

				4 Meadowbrook Road		Milford		Hillsboro		2		lennox		CU-2				Mechanical room		Jim Minery         419-9451		Heating System

		3		DMV WAREHOUSE

				23 Hazen Drive		Concord		Merrimack		2		Reznor Unit Heater		UDA560				Warehouse		Jim Minery           419-9451		Unit Heater

				23 Hazen Drive		Concord		Merrimack		1		Reznor Unit Heater		BGG79Y2N79366x				Warehouse		Jim Minery         419-9451		Unit Heater

		3		FIRE STANDARDS

				110 Smokey Bear Blvd		Concord		Merrimack		1		Carrier		2V781897		39AXV26-A-39469		Admin                  Roof		Jim Minery         419-9451		Air Conditioning System & Heating

				110 Smokey Bear Blvd		Concord		Merrimack		1		Carrier		2V781899		39NV26-N-39470		Admin                  Roof		Jim Minery         419-9451		Air Conditioning System & Heating

				110 Smokey Bear Blvd		Concord		Merrimack		1		Weil Mclain		WCR-Go-10		89363306		Admin          Mechanical room		Jim Minery         419-9451		Heating System

				110 Smokey Bear Blvd		Concord		Merrimack		1		Weil Mclain		WCR-Go-10		89363305		Admin          Mechanical room		Jim Minery         419-9451		Heating System

				110 Smokey Bear Blvd		Concord		Merrimack		1		Trane		mca02gano		K96H69014		Fire House           Roof		Jim Minery         419-9451		Air Conditioning System & Heating

				110 Smokey Bear Blvd		Concord		Merrimack		1		Trane		mca02gano		K96H69929		Fire House           Roof		Jim Minery         419-9451		Air Conditioning System & Heating

				110 Smokey Bear Blvd		Concord		Merrimack		1		Trane		TWHO18B140A1		L34371520		Fire House           Roof		Jim Minery         419-9451		Air Conditioning System & Heating

				110 Smokey Bear Blvd		Concord		Merrimack		1		Weil Mclain		WJR30A-10		79619776		Fire House Mechanical room		Jim Minery         419-9451		Heating System

				110 Smokey Bear Blvd		Concord		Merrimack		1		Trane		MCCA010MAG0A-0b0c8ba		K96H70282		Old Dorm Mechanical room		Jim Minery         419-9451		Air Conditioning System & Heating

				110 Smokey Bear Blvd		Concord		Merrimack		1		Trane		MCCA010MAG0A-0b0c8ba		K96H70327		Old Dorm Mechanical room		Jim Minery         419-9451		Air Conditioning System & Heating

				110 Smokey Bear Blvd		Concord		Merrimack		1		Weil Mclain		WJR30A-10		79619775		Old Dorm Mechanical room		Jim Minery         419-9451		Heating System

				110 Smokey Bear Blvd		Concord		Merrimack		1		Trane 		MCCB014UAouA				New Dorm Mechanical room		Jim Minery         419-9451		Air Conditioning System & Heating

				110 Smokey Bear Blvd		Concord		Merrimack		1		Trane 		MCCB008UAOAOUB				New Dorm Mechanical room		Jim Minery         419-9451		Air Conditioning System & Heating

				110 Smokey Bear Blvd		Concord		Merrimack		1		Trane 		K02K63993A				New Dorm Mechanical room		Jim Minery         419-9451		Air Conditioning System & Heating

				110 Smokey Bear Blvd		Concord		Merrimack		1		Weil Mclain		WJR30A-12		110253198		New Dorm Mechanical room		Jim Minery         419-9451		Heating System

				110 Smokey Bear Blvd		Concord		Merrimack		1		Trane		TCDO90C40BC		221100782D		ARFF Building      Roof		Jim Minery         419-9451		Air Conditioning System & Heating

				110 Smokey Bear Blvd		Concord		Merrimack		1		Weil Mclain		6-A		AP141922		ARFF Building Mechanical room		Jim Minery         419-9451		Heating System

				110 Smokey Bear Blvd		Concord		Merrimack		1		Modine		PAE30AC0111				Storage Building		Jim Minery         419-9451		Heating System

		3		DOS AUTOMOTIVE GARAGE

				39 Hazen Drive		Concord		Merrimack		1		Rheem		RGGC-10EZAJS				Bays		Jim Minery         419-9451		Heating System

				39 Hazen Drive		Concord		Merrimack		1		Sterling		TF-125				Bays		Jim Minery         419-9451		Heating System

				39 Hazen Drive		Concord		Merrimack		1		Sterling		TF-125				Bays		Jim Minery         419-9451		Heating System

				39 Hazen Drive		Concord		Merrimack		1		Sterling		Q9322887				Bays		Jim Minery         419-9451		Heating System

				39 Hazen Drive		Concord		Merrimack		1		Sterling		Q9322996				Bays		Jim Minery         419-9451		Heating System

				39 Hazen Drive		Concord		Merrimack		1		Sterling		QVF-125				Bays		Jim Minery         419-9451		Heating System

				39 Hazen Drive		Concord		Merrimack		1		Sterling		QVF-755				Bays		Jim Minery         419-9451		Heating System

				39 Hazen Drive		Concord		Merrimack		1		Sterling		TF-75				Bays		Jim Minery         419-9451		Heating System

				39 Hazen Drive		Concord		Merrimack		1		Sterling		TF-75				Bays		Jim Minery         419-9451		Heating System

				39 Hazen Drive		Concord		Merrimack		1		Lennox		CX34-44/48C-6F-1				Mechanical room		Jim Minery         419-9451		Heating System

		3		DOS WAREHOUSE

				41 Hazen Drive		Concord		Merrimack		2		Coleman						Warehouse		Jim Minery         419-9451		Air Conditioning System & Heating

				41 Hazen Drive		Concord		Merrimack		1		Modine		PAE30AC0111				Warehouse		Jim Minery         419-9451		Heating System

				41 Hazen Drive		Concord		Merrimack		1		Modine		PAE175AC0111				Warehouse		Jim Minery         419-9451		Heating System

				41 Hazen Drive		Concord		Merrimack		1		Modine		PAE125AC0111				Warehouse		Jim Minery         419-9451		Heating System

		3		TROOP D

				125 Iron Works Road		Concord		Merrimack		1		York		P4HUC16N09201A				Attic		Jim Minery         419-9451		Air Conditioning System & Heating

				125 Iron Works Road		Concord		Merrimack		1		York		P4HUD20NT041A				Attic		Jim Minery         419-9451		Air Conditioning System & Heating

				125 Iron Works Road		Concord		Merrimack		1		York		P4HUC1609201A				Attic		Jim Minery         419-9451		Air Conditioning System & Heating

				125 Iron Works Road		Concord		Merrimack		1		RKNL		C180C1125E				Outside		Jim Minery         419-9451		Air Conditioning System & Heating

		3		TROOP G

				91 Airport Road		Concord		Merrimack		1		Unit Heater						Warehouse		Jim Minery         419-9451		Air Conditioning System & Heating

				91 Airport Road		Concord		Merrimack		1		ArcoAire		GNE150J20A1				Warehouse		Jim Minery         419-9451		Heating System

		4		NH MARINE PATROL																				SPRING 2016

				31 Dock Road		Gilford		Belknap		 		TBD		 				 		Jim Minery         419-9451		Heating System		Building estimated to be completed Spring 2016

				31 Dock Road		Gilford		Belknap		 		TBD		 				 		Jim Minery         419-9451		Air Conditioning System

		4		MARINE PATROL - BELMONT

				3 Higgins Drive		Belmont		Belknap		1		Detroit Radiant		HL2-70-175				Warehouse		Jim Minery         419-9451		Heating System

				3 Higgins Drive		Belmont		Belknap		1		Detroit Radiant		HL2-50-150				Warehouse		Jim Minery         419-9451		Heating System

				3 Higgins Drive		Belmont		Belknap		1		Detroit Radiant		HL2-40-150				Warehouse		Jim Minery         419-9451		Heating System

				3 Higgins Drive		Belmont		Belknap		1		Office space furnace ?		Office space furnace ?				Mechanical room		Jim Minery         419-9451		Heating System

		5		TROOP A

				315 Calef Hwy 		Epping		Rockingham		1		Bryant Hot Air Furnace		N/A		79010569837		Mechanical room		Jim Minery           419-9451		Heating System

				315 Calef Hwy 		Epping		Rockingham		1		Trane Condenser		TTRG60C100A2				Outside		Jim Minery         419-9451		Air Conditioning System

				315 Calef Hwy 		Epping		Rockingham		1		Bryant Condenser		561CJ060A				Outside		Jim Minery           419-9451		Air Conditioning System

				315 Calef Hwy 		Epping		Rockingham		1		Bryant Hot air Furnace		CK5AXA060024AA				Mechanical room		Jim Minery         419-9451		Heating System

		5		DMV - DOVER

				50 Boston Harbor Road		Dover		Rockingham		1		Weil Mclain		Ultra 230				Mechanical room		Jim Minery         419-9451		Heating System

				50 Boston Harbor Road		Dover		Rockingham		1		Mcquay		RCS-12				Mechanical room		Jim Minery         419-9451		Air Conditioning System & Heating

				50 Boston Harbor Road		Dover		Rockingham		1		Mcquay		LAH-10				Mechanical room		Jim Minery         419-9451		Air Conditioning System & Heating





SECTION II DOT & DRED

		SECTION II: Department of Transportation & Department of Resources & Economic Development (Rest Areas)

		Agency 		Facility Name		Address		Town		Qty		Type/Description		Model #		Serial #		Filter Type and Size		Location of Equip		Facility Contact Name & Phone		Maintenance Classification          

		DISTRICT 1

		DOT/District 1		Colebrook Rest Area		Route 3 NB		Colebrook		1		Viessmann vitorond 200		VR2-40		7133060-00078				Basement		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Heating System

		DOT/District 1		Littleton Rest Area		I-93 NB/Exit 44		Littleton		1		Pure Pro Trio 		P4D		S/N T404977				Basement		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Heating System

		DISTRICT 2

		DOT/District 2		Springfield Rest Area		 I-89 NB		Springfield		2		York Oil-fired furnaces		P1HMX14F10001						Springfield Rest Area		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Heating System

		DOT/District 2		Springfield Rest Area		 I-89 NB		Springfield		3		York Oil-fired furnaces		P1HMX20F10001						Springfield Rest Area		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Heating System

		DOT/District 2		Springfield Rest Area 		 I-89 NB		Springfield		1		York Split-system condensing units		H2RA036						Springfield Rest Area		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Air Conditioning System

		DOT/District 2		Springfield Rest Area		 I-89 NB		Springfield		1		York Split-system condensing units		H1RA060						Springfield Rest Area		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Air Conditioning System

		DOT/District 2		Springfield Rest Area 		 I-89 NB		Springfield				Heat Recovery Unit								Springfield Rest Area		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Air Handler 

		DOT/District 2		Lebanon Rest Area		I-89 SB		Lebanon		1		Felix boiler 				400632200207				Basement		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Heating System

		DOT/District 2		New London 214 Patrol Shed		63 Old Dump Road		New London		1		Boderus G315 Boiler, Friello F15 Burner, Logamatic 4312 controls								63 Dump Road, New London		Jon Johnson 448-2654		Heating System

		DOT/District 2		New London 214 Patrol Shed		63 Old Dump Road		New London				Damper controls, multiple circulators for radiant floor heat								63 Dump Road, New London		Jon Johnson 448-2654		Controls

		DOT/District 2		New London 214 Patrol Shed		63 Old Dump Road		New London		2		Air Handlers								63 Dump Road, New London		Jon Johnson 448-2654		Air Handler 

		DISTRICT 3

		DOT/District 3		North Conway Rest Area		3654 White Mtn Hwy		Conway		1		Split System, Condensing Unit		H1RA076S25H		WOC7547385				roof		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Air Conditioning System

		DOT/District 3		North Conway Rest Area		3654 White Mtn Hwy		Conway		1		Energy recovery Unit		ERU-1		C29162921				roof		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Air Handler

		DOT/District 3		North Conway Rest Area		3654 White Mtn Hwy		Conway		1		Beckett Oil Burner 19A Series		19A-S/W-4 CF500		SM1001				mechanic room		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Heating System

		DOT/District 3		Sanbornton Rest Area		I-93 SB 		Sanbornton		1		Oil fired furnace										Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Heating System

		DISTRICT 4

		DOT/HWY Maintenance District 4		District 4 Office		19 Base Hill Road		Swanzey		1		Lennox Condensing Unit		13ACD-048-230-03		5807M23120				Outside- NW corner		Frank Linnenbringer/John Kallfelz 352-2302		Air Conditioning System

		DOT/HWY Maintenance District 4		District 4 Office		19 Base Hill Road		Swanzey		1		Lennox Condensing Unit		13ACD-030-230-03		5807K36335				Outside- NE corner		Frank Linnenbringer/John Kallfelz 352-2302		Air Conditioning System

		DOT/HWY Maintenance District 4		District 4 Office		19 Base Hill Road		Swanzey		1		Lennox Condensing Unit		13ACD-024-230-02		5807H10014				Outside- SW corner		Frank Linnenbringer/John Kallfelz 352-2302		Air Conditioning System

		DOT/HWY Maintenance District 4		District 4 Office		19 Base Hill Road		Swanzey		1		Lennox Condensing Unit		13ACD-036-230-02		5807M22979				Outside- SE corner		Frank Linnenbringer/John Kallfelz 352-2302		Air Conditioning System

		DOT/HWY Maintenance District 4		District 4 Office		19 Base Hill Road		Swanzey		1		Enviro-Tec Blower Coil Unit		HM		None found		1 - 16x20x2		2nd floor- NW corner		Frank Linnenbringer/John Kallfelz 352-2302		Air Handler

		DOT/HWY Maintenance District 4		District 4 Office		19 Base Hill Road		Swanzey		1		Enviro-Tec Blower Coil Unit		HM		None found		2 -16x20x2		2nd floor- NE corner		Frank Linnenbringer/John Kallfelz 352-2302		Air Handler

		DOT/HWY Maintenance District 4		District 4 Office		19 Base Hill Road		Swanzey		1		Enviro-Tec Blower Coil Unit		HM		None found		1 - 16x20x2              1 - 16x25x2		2nd floor- SW corner		Frank Linnenbringer/John Kallfelz 352-2302		Air Handler

		DOT/HWY Maintenance District 4		District 4 Office		19 Base Hill Road		Swanzey		1		Enviro-Tec Blower Coil Unit		HM		None found		1 - 16x20x2		2nd floor- SE corner		Frank Linnenbringer/John Kallfelz 352-2302		Air Handler

		DOT/HWY Maintenance District 4		District 4 Office		19 Base Hill Road		Swanzey		1		Mestek Propeller Unit Heater		HV-018		P0780254001001				2nd floor		Frank Linnenbringer/John Kallfelz 352-2302		Unit Heater

		DOT/HWY Maintenance District 4		District 4 Office		19 Base Hill Road		Swanzey		2		Mestek Cabinet Unit Heater		RC-1200-04		None found				Entry and foyer		Frank Linnenbringer/John Kallfelz 352-2302		Unit Heater

		DOT/HWY Maintenance District 4		District 4 Office		19 Base Hill Road		Swanzey		2		Weil-McLain Gas Boiler		Ultra 299		CP6486823     CP6652182				Boiler Room		Frank Linnenbringer/John Kallfelz 352-2302		Heating System

		DOT/HWY Maintenance District 4		District 4 Office		19 Base Hill Road		Swanzey		1		State Industries Tankless Water Heater		GTS 240 PIH 101		1322A017942				Boiler Room		Frank Linnenbringer/John Kallfelz 352-2302		Heating System

		DISTRICT 5

		DOT/District 5		Chester Patrol Section 513		825 Raymond Road		Chester		1		2004 Viessman - Oil Fired Boiler*		8EM-63
VB2-63		724234201180
CRN6109340YT71		N/A		Boiler Room		Gary Clifford/Bill Hebert, 485-9526		Heating System

		DOT/District 5		Chester Patrol Section 513		825 Raymond Road		Chester		1		Venmar - HRV3000i (Energy Recovery Unit)		9210		C8414149		COULD NOT OBTAIN		2nd Floor		Gary Clifford/Bill Hebert, 485-9526		Air Handler

		DOT/District 5		Manchester Patrol Section 527		NHRoute 101 East Bound		Manchester		1		Smith - Oil Fired Boiler*		28HE		28HE-5-050093		N/A		Boiler Room		Gary Clifford/Bill Hebert, 485-9526		Heating System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		2		Knight/Lockinvair - Boiler*		KBN285		Unit 1 - A0LH10096820
Unit 2 - LO8H10092986		N/A		Boiler Room		Gary Clifford/Bill Hebert, 485-9526		Heating System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Renew Aire (Energy Recovery Unit)		HE2XIN		D092410C		Pleated
4 - 20" X 20" X 2"		Attic		Gary Clifford/Bill Hebert, 485-9526		Air Handler

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Frigid Coil - Cooling Tower		YFCL-2-22		618620100		N/A		Outside		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Florida Heat Pumps 1-1		EC009-1HZC		SC106602		Pleated
1 - 10"X16"X1"		1st Floor		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Florida Heat Pumps 1-2		EC007-1HZC		SC106588		Pleated
1 - 10"X16"X1"		1st Floor		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Florida Heat Pumps 1-3		EC009-1HZC		SC106602		Pleated
1 - 10"X16"X1"		1st Floor		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Florida Heat Pumps 1-4		EC015-1HZC		SC106705		Pleated
1 - 16"X20"X1"		1st Floor		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Florida Heat Pumps 1-5		EC009-1HZC		SC106601		Pleated
1 - 10"X16"X1"		1st Floor		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Florida Heat Pumps 1-6		EC007-1HZC		SC106587		Pleated
1 - 10"X16"X1"		1st Floor		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Florida Heat Pumps 1-7		EC015-1HZC		SC106706		Pleated
1 - 16"X20"X1"		1st Floor		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Florida Heat Pumps 1-8		EC015-1HZC		SC106708		Pleated
1 - 16"X20"X1"		1st Floor		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Florida Heat Pumps 2-1		EC012 -1HZC		SC106617		Pleated
1 - 10"X16"X1"		2nd Floor		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Florida Heat Pumps 2-2		EC009-1HZC		SC106595		Pleated
1 - 10"X16"X1"		2nd Floor		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Florida Heat Pumps 2-3		EC012 -1HZC		SC106611		Pleated
1 - 10"X16"X1"		2nd Floor		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Florida Heat Pumps 2-4		EC015-1HZC		SC106707		Pleated
1 - 16"X20"X1"		2nd Floor		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Florida Heat Pumps 2-5		EC024-1HZC		SC106679		Pleated
1 - 18"X20"X1"		2nd Floor		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Florida Heat Pumps 2-6		EC009-1HZC		SC106596		Pleated
1 - 10"X16"X1"		2nd Floor		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Florida Heat Pumps 2-7		EC007-1HZC		SC106592		Pleated
1 - 10"X16"X1"		2nd Floor		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Florida Heat Pumps 2-8		EC018-1HZC		SC106661		Pleated
1 - 10"X20"X1"		2nd Floor		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		DOT/District 5		District 5 Office		NH DOS Troop B, 16 East Point Drive		Bedford		1		Daikin Air Conditioner 		E003450		RXS18DVJU		N/A		Server Room		Gary Clifford/Bill Hebert, 485-9526		Air Conditioning System

		* Registered Boiler

		DRED		Canterbury Rest Area		I-93 North Bound		Canterbury		1		York - Air Handling Unit		AHP42C3XH21A		(S)AOL6122905		Pleated
1 - 24" X 24" X 1"		Basement		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Air Handler

		DRED		Canterbury Rest Area		I-93 North Bound		Canterbury		1		York - ACC Unit		H1ZD042506A		W0G7089744		N/A		Back of Building		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Air Conditioning System

		DRED		Canterbury Rest Area		I-93 North Bound		Canterbury		1		Life Breath (Energy Recovery Unit)		1200FD1DD		MBAF0919070872		Washable Mesh
10.5" X 10.5" X 0.5"		Attic		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Air Handler

		DRED		Canterbury Rest Area		I-93 North Bound		Canterbury		1		Smith - Oil Fired Boiler		Series 8 S / W-4		D92-2579p		N/A		Basement		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Heating System

		DRED		Salem Welcome Center		I-93 North Bound		Salem		1		York - Air Handling Unit		07-103166DAHAOA		CATMXT0184		Pleated
8 - 12" X 24" X 2"		Boiler Room		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Air Handler

		DRED		Salem Welcome Center		I-93 North Bound		Salem		2		Weil / McLain - Boiler		WGO-5		Bolier 1 - CP5541261
Boiler 2 - CP5541248		N/A		Boiler Room		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Heating System

		DRED		Salem Welcome Center		I-93 North Bound		Salem		2		York - ACC Unit		H1Z060S06A		Unit 1 - W5H-6771154
Unit 2 - W5H-6771150		N/A		Outside		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Air Conditioning System

		DRED		Salem Welcome Center		I-93 North Bound		Salem		1		EZ Aire (Energy Recovery Unit)		EZA-1585		1002070		COULD NOT OBTAIN		Attic		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Air Handler

		DRED		Salem Welcome Center		I-93 North Bound		Salem		1		EZ Aire (Energy Recovery Unit)		EZA-1585		1002075		COULD NOT OBTAIN		Attic		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Air Handler

		DRED		Salem Welcome Center		I-93 North Bound		Salem		1		EZ Aire (Energy Recovery Unit)		EZA-985		1002076		COULD NOT OBTAIN		Attic		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Air Handler

		DRED		Sutton Rest Area		I-89 South Bound		Sutton		1		York - Air Handling Unit		AHP42C**(NH)21		AOL6122890		Pleated
1 - 24" X 24" X 1"		Basement		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Air Handler

		DRED		Sutton Rest Area		I-89 South Bound		Sutton		1		York - ACC Unit		H1ZD042S06A		WGO7089738		N/A		Back of Building		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Air Conditioning System

		DRED		Sutton Rest Area		I-89 South Bound		Sutton		1		Life Breath (Energy Recovery Unit)		1200FD1DD		COULD NOT OBTAIN		Washable Mesh
10.5" X 10.5" X 0.5"		Basement		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Air Handler

		DRED		Sutton Rest Area		I-89 South Bound		Sutton		1		Smith - Oil Fired Boiler		NOT READABLE		NOT READABLE		N/A		Basement		Jennifer Codispoti 271-2665; jennifer.codispoti@dred.state.nh.us		Heating System

		DISTRICT 6

		DOT		Milton Patrol Shed 601		245 White Mountain Highway		Milton				Lenox Elite Series; Nozzle-140 85gph-80b; Filter(air)18x25x1   		23 Series Unit		8404KO1715						Michael Lavoie, Maint Super       868-1133

		DOT		Strafford Patrol Shed 602		1011 Parker Mountain Road		Strafford				American Standard; filter size 20x20x1		ADF1087A9365AA		7511363DX						Michael Lavoie, Maint Super        868-1133

		DOT		Gonic Patrol Shed 603		25 Cemetery Road		Gonic				Bard; 20 x 25 x1 Air filters; Nozzle 1.75 		FS200B48A		SFO301029215						Michael Lavoie, Maint Super       868-1133

		DOT		Northwood Patrol Shed 604		Box 1159 First NH Turnpike		Northwood				Bard; 20 x 25 x1 Air filters; Nozzle 1.75 80 Degree solid		# 2; DM 25		SF0300929215						Michael Lavoie, Maint Super       868-1133

		DOT		Lee Patrol Shed 605		65 Pinkham Road		Lee				Metromatic; Filter 20X25X1; Nozzle 1.75 80 Degree solid; Beckett Burner 		LB-200		?						Michael Lavoie, Maint Super       868-1133

		DOT		Dover Patrol Shed 606		50 Gerrish Road		Dover				Viesmann forced hot air; Filter Refill#RF-1W;Nozzle P.N. 9560848		VB2-63		724234201344						Michael Lavoie, Maint Super       868-1133

		DOT		Dover Patrol Shed 606		50 Gerrish Road		Dover				 Venmar Heat Recovery ventilator air filters 12x24x48 total of two		HRV200E		6AK8200604328806						Michael Lavoie, Maint Super       868-1133

		DOT		Survey Crew Shed 606A		77 Dover Point Road		Old Dover Shed				Bard; Filter 20X20X1; Nozzle 1.10 gph		FS125B48A		SD9665639207						Michael Lavoie, Maint Super       868-1133

		DOT		Exeter Patrol Shed 607		253 Epping Road		Exeter				Lennox Oil; Filter Spin-off F-100-10W; Nozzel 2 gal beckett burner A501-1		LG14-225/275B40-2B		4608C53466						Michael Lavoie, Maint Super       868-1133

		DOT		Exeter Patrol Shed 607		253 Epping Road		Exeter				Rheem Propane; Nozzle 75,000 BTU		RGRA-07EMAES		FY5D702F430504702						Michael Lavoie, Maint Super       868-1133

		DOT		Epping Patrol Shed 608		73 Old Hedding Road		Epping				Summerair; Beckett Nozzle# 2.00X808 DLVNSLD; Air filter 14X25X1		SSO-100		1081						Michael Lavoie, Maint Super       868-1133

		DOT		Newfields Patrol Shed 609		39 College Road		Newfields				Bard oil-fired; Nozzle-1.75; Filter 20X25X1 and 14X25X1		FS200B48A		68030108 9215						Michael Lavoie, Maint Super       868-1133

		DOT		Rye/N.Hampton Patrol Shed 610		61 Dow Lane		Rye/N.Hampton				Thermo Pride w/ Beckett Burner; Air filter 20"x25"x1"		OH16-125		AR 407111						Michael Lavoie, Maint Super       868-1133

		DOT		S. Kingston Patrol Shed 611		35 Newton Junction Road		S. Kingston				Summeraire/Beckett burner;14X25X1 Airrex Filter; Nozzle-2.00X808    		SSO		1066						Michael Lavoie, Maint Super       868-1133

		DOT		N.Hampton Patrol Shed 612		143 South Road North		N. Hampton				Lennox Elite Series; Filter 16X25X1; Burner AF11		?		8405H21051						Michael Lavoie, Maint Super       868-1133

		DOT		Kingston Patrol Shed 615		65 Mill Road		Kingston				Lennox Elite Series; Nozzle-Delauan B .85		Beckett AF11-140		8405A14712						Michael Lavoie, Maint Super       868-1133

		DOT		District 6 Office		271 Main Street		Durham				Lennox Elite Series; Beckett burner; Air Filter 20X25X1 pleated		OF23Q5  175/210-4A		84002C11490						Michael Lavoie, Maint Super       868-1133

		DOT		District 6 Office		271 Main Street		Durham				AIR CONDITIONER - Rheem Classic		060JAZ		7713 M3108 15920						Michael Lavoie, Maint Super       868-1133





SECTION III FACILITIES & ASSET 

		SECTION III: BUREAU OF FACILITIES AND ASSET MANAGEMENT

		Address		Town		County		Qty		Type/Description		Model #		Serial #		Location of Equip		Notes		Facility Contact Name & Phone

		BROWN BUILDING

		129 Pleasant Street		Concord		Merrimack		1		B1-- HB Smith Boiler		28A-7		N97-278		1st Flr -Boiler-room		Services Garage & Fin tube 
radiation & fan coils		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		B2 --HB Smith Boiler		28A-7		N97-617		1st Flr -Boiler-room		FTR - Hot Water Supply		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		B3 --HB Smith Boiler		28A-7		N97-140		1st Flr -Boiler-room		Serves VAV's -RTUnits & DHW		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		CUH -1 TRANE cabinet heater		FFBB0201AH0B0G20AGM0000D1000AB0000000000000   		T97F29229		Entry 161		Unit Ventilator		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		CUH-2 TRANE  cabinet heater		FFBB0401AH0A0C20AJ2M0000D1000BB0000000000000   		T97G31186		Stair 1		Unit Ventilator		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		CUH-3 TRANE  cabinet heater		FFBB0201AJ0AOH20AG2M0000D1000BB0000000000000   		T97H39934		Main Entry		Unit Ventilator		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		CUH-4 TRANE  cabinet heater		FFHB0401AH0C0C20AJ2M0000D1000BB0000000G00000		T9731183		Stair 5		Unit Ventilator		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		CUH-5 TRANE  cabinet heater		FFDB0201AH0D0F20AG2M0000D1000AD0000000000000   		T97G31184		Entry 111		Ceiling Unit		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		CUH-6 TRANE  cabinet heater		FFBB0401AH0A0C20AJ2M0000D1000BB0000000000000   		T97G31185 		Stairway 2   		Unit Ventilator		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		CUH-7 TRANE  cabinet heater		FFHB0201AH0C0C20AG2M0000D1000BB0000000G00000   		T97G31182 		Smoking Area 		Unit Ventilator		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		CUH-8 TRANE  cabinet heater		FFBB0201BH0B0G20AJ2M0000D1000AB0000000000000   		T97G31180 		Old Main Entry -South Side  		Unit Ventilator		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		CUH-9 TRANE  cabinet heater		FFBB0201BH0B0G20AJ2M0000D1000AB0000000000000   		T97G31179   		Old Main Entry-South Side   		Unit Ventilator		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack				CUH-10 cabinet heater						Level 2-Stair Tower Wall Hung Heater CUH -10				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack				CUH-11 cabinet heater						Lobby - Heater Level 2- Stair Tower Lobby Elevator Room Heater		No identification		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack				CUH-12 cabinet heater						Level 3 -   Lobby - Heater				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack				CUH-13 cabinet heater						Level 4 - Lobby - Heater				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack				CUH-14 cabinet heater						Level 5 - Lobby -Heater				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		DB-1Invensys  Digital Controls 						Database Backup		Database Backup		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		FCU-1 Trane Variable Speed Air Handling Units		TWE048P130A0  		M2112NsIV		Food Storage Pantry		Serves Ames Room-Mailroom
Computer Room AC		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		FCU-2 Trane Digital Controls		DAME-0534-AO		97-0722A		Records Room Ceiling		Serves Computer Room
Computer Room AC		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		R2JACE Digital Controls 						Room 144- Building Ops				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		MZ-1 Invensys Digital Controls 						Boiler-room				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		MZ-2-Invensys Digital Controls 						4th Floor Rm 467				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		MZ-3 Invensys Digital Controls 						4th Floor outside Rm 428				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		MZ-4 Invensys Digital Controls 						4th Floor Near Elevators				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		MZ-5 Invensys Digital Controls 										Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		MZ-6 Invensys 8000 Programmable Controller 						Controls FCU-1 
Ames Room Unit				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		P-1 Taco Pump/Circulator		FE2008E2E1F2LO 				Boiler-room		5 HP		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		P-2 Taco Pump/Circulator		FE2008E2E1F2LO   				Boiler-room		5HP		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		P-3 Taco Pump/Circulator		V13010E2KAB736D   				Boiler-room		7.5 HP pump for vav reheat coils		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		P-4 Taco Pump/Circulator		V13010E2KAB736D   				Boiler-room				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		P-5 Taco Pump/Circulator						Services Parking Garage				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		PEM-1 Invensys Digital Controls  						Room 173 Dry Storage				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		RTU-1Trane Heat/AC		SLHFC7543M7809BD3001AEKLRT6G				West Side				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		RTU-2 Trane Heat/AC		SLHFC7543M7809BD3001AEKLRT6G   				East Side				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		RTU-3 Trane Heat/AC 		SLHFC7543M7809BD3001AEKLRT6G   				North Side		Ames Room		Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		RTU-4 Trane Heat/AC		YCD102C4HCAB   				Center 				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		1		SIG- Invensys Digital Controls						Combined with DB-1  (Schneider Electric (formally Invensys)
Network 8000 Energy Mngmt Sys w/web based Unitary Controllers				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		16		VAV's						1st Flr 				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		23		VAV's						2nd Flr 				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		23		VAV's						3rd Flr 				Sean Winn 271-9508   Wade Rahmlow 496-4804

		129 Pleasant Street		Concord		Merrimack		22		VAV's						4th Flr 				Sean Winn 271-9508   Wade Rahmlow 496-4804

		MAIN BUILDING

		105 Pleasant Sreet		Concord		Merrimack		1		Mitsubishi		Mr. Slim model				Out Side Main Entrance  by Handi Cap Ramp		Air-Conditioning		Sean Winn 271-9508   Doug Burnham 496-1343

		105 Pleasant Sreet		Concord		Merrimack		1		York 		Steller				North side Main Building  Front Stairs		Air-Conditioning		Sean Winn 271-9508   Doug Burnham 496-1343

		105 Pleasant Sreet		Concord		Merrimack		1		Liebert		unk				court yard by communications room		Air-Conditioning		Sean Winn 271-9508   Doug Burnham 496-1343

		105 Pleasant Sreet		Concord		Merrimack		3		Condensers		unk				exterior		Pump Circulator		Sean Winn 271-9508   Doug Burnham 496-1343

		105 Pleasant Sreet		Concord		Merrimack		2		Condensers		Panasonic U-36PS1U6				exterior South Pavilon		Air-conditioning		Sean Winn 271-9508   Doug Burnham 496-1343

		105 Pleasant Sreet		Concord		Merrimack		2		Condensers		Panasonic CU-3KS19NBU				exterior South Pavilon		Air-conditioning		Sean Winn 271-9508   Doug Burnham 496-1343

		105 Pleasant Sreet		Concord		Merrimack		3		Ceiling Mounted Fan coils		Panasonic				South Pavilion LL		Air-conditioning		Sean Winn 271-9508   Doug Burnham 496-1343

		105 Pleasant Sreet		Concord		Merrimack		4		Wall mounted fan coils		Panasonic 				South Pavilion LL		Air-conditioning		Sean Winn 271-9508   Doug Burnham 496-1343

		ANNEX BUILDING

		115 Pleasant Sreet		Concord		Merrimack		5		SANYO: Inverter controlled Split System Air Conditioning						Annex1 L3		Air-Conditioning		Sean Winn 271-9508   Doug Burnham 496-1343

		115 Pleasant Sreet		Concord		Merrimack		9		SANYO: Inverter controlled Split System Air Conditioning						Annex1 L2		Air-Conditioning		Sean Winn 271-9508   Doug Burnham 496-1343

		115 Pleasant Sreet		Concord		Merrimack		9		SANYO: Inverter controlled Split System Air Conditioning						Annex1 L1		Air-Conditioning		Sean Winn 271-9508   Doug Burnham 496-1343

		115 Pleasant Sreet		Concord		Merrimack		3		SANYO: Inverter controlled Split System Air Conditioning						Annex1 L0		Air-Conditioning		Sean Winn 271-9508   Doug Burnham 496-1343

		115 Pleasant Sreet		Concord		Merrimack		7		Condensors						Exterior on grade		Pump Circulator		Sean Winn 271-9508   Doug Burnham 496-1343

		THAYER BUILDING

		97 Pleasant Sreet		Concord		Merrimack		2		SANYO: Inverter controlled Split System Air Conditioning		KMS0972		unk		Thayer Blg L1		Air-Conditioning		Sean Winn 271-9508   Doug Burnham 496-1343

		97 Pleasant Sreet		Concord		Merrimack		2		Condensers		unk		unk		L1 - Wall Hung @ Courtyard		Pump Circulator		Sean Winn 271-9508   Doug Burnham 496-1343

		97 Pleasant Sreet		Concord		Merrimack		20		SANYO: Inverter controlled Split System Air Conditioning		unk		unk		Thayer Blg L3		Air-Conditioning		Sean Winn 271-9508   Doug Burnham 496-1343

		97 Pleasant Sreet		Concord		Merrimack		6		Condensers		unk		unk		Roof		Pump Circulator		Sean Winn 271-9508   Doug Burnham 496-1343

		PHILBROOK BUILDING

		121 South Fruit Street		Concord		Merrimack		20		Mitsubishi Fan- coils (Ducted)		PEFY (various sizes		Various		Philbrook		Heat/AC		Sean Winn 271-9508   Doug Burnham 496-1343

		121 South Fruit Street		Concord		Merrimack		33		Mitsubishi Fan- coils (Wall Mounted)		PKFY (various Sizes)		Various		Philbrook		Heat/AC		Sean Winn 271-9508   Doug Burnham 496-1343

		121 South Fruit Street		Concord		Merrimack		4		Condensers		PURY (3 sizes)				Philbrook Exterior		Heat/AC		Sean Winn 271-9508   Doug Burnham 496-1343

		121 South Fruit Street		Concord		Merrimack		3		Energy recovery units		Trane NH0820ERV				L1 - Wall Hung @ Courtyard		Pump Circulator		Sean Winn 271-9508   Doug Burnham 496-1343

		121 South Fruit Street		Concord		Merrimack		1		Energy recovery units		Trane NH1030ERV				Thayer Blg L3		Air-Conditioning		Sean Winn 271-9508   Doug Burnham 496-1343







SECTION IV COURTS

		SECTION IV: DEPARTMENT OF ADMINISTRATIVE SERVICES, BUREAU OF COURT FACILITIES

		Address		Town		County		Qty		Type/Description		Model #		Serial #		Location of Equip		Facility Contact Name & Phone

		CARROLL COUNTY COURT

		96 Water Village Road		Ossipee 		Carroll		2		HB Smith Boilers		28A Series		N2003-51 / N2003-54		Boiler Room		Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll		2		Carlin Burners		720CRD Hi/Lo Fire				Boiler Room		Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll		1		Trane Intellipak Air Handler		SLHFC40E		CO3B01015		Roof		Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				with DX Cooling								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll		1		Trane Intellipak Air Handler		SLHFC50E		C03B01016		Roof		Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				with DX Cooling								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll		3		Unit Heaters		USHA042558EAAIT		A03B10783		District Court Storage Room		Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll						USHA060W2EAAIT00		L03B32929		Sally Port		Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll						UHSA060W2EAAIT00		L03B32928		Superior Court Storage Room		Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll		30		Trane VAV Boxes								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V1-1 Rooms 224 &225 8" with heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V1-2 Rooms 226 & 227 8" w/o heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V1-3 Room 228 8" w/o heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V1-4 Rooms 210,214,222,223,2262 14" w/ heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V1-5 Rooms 202 thru 207 & 219  12" w/ heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V1-6 Rooms 201, 201A & 201B 8" w/ heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V1-7 Room 208 12" w/ heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V1-8 Room 209 8" w/ heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V1-9 Room 139 10" w/ heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V1-10 Rooms 137,141 10" w/ heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V1-11 Room 138  5" w/ heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V1-12 Rooms 103, 111, 112, 133  10" w/ heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V1-13 Rooms 116 thru 119, 121, 124, 132  8" w/ heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V1-14 Rooms 106, 109 and 114   8" w/ heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V1-15 Rooms 148, 149    12" w/ heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V1-16 Rooms 101,102 & 110   12" w/ heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V2-1 Rooms 329,331 & 333  14" w/heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V2-2 Rooms 336 & 337  12" w/heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V2-3 Rooms 323 & 324  8" w/heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V2-4 Rooms 323 & 334  8" w/heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V2-5 Room 335  6" w/heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V2-6 Rooms 300, 300A & 317  14" w/heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V2-7 Room 139  16" w/heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V2-8 Rooms 306 & 309     8" w/heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V2-9 Rooms 303 & 306     6" w/o heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V2-10 Room 301    8" w/heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V2-11 Rooms 200 & 200A   12" w/heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V2-12 Rooms 200A, 230 & 232   8" w/heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V2-13 Rooms 221,  & 229   12" w/heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll				V2-14 Rooms 234  & 235   12" w/heat coil								Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll		5		Cabinet Heaters		FFHB040		T03B11449		Rear Entrance		Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll						FFHB040		T03B11449		Fire Exit Stairway		Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll						FFHB020		T03B1145		Front Entrance		Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll						FFHB020		T03B1146		Front Entrance		Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll						FFEB040				Front Exit Lobby Ceiling		Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll		1		Taco Domestic Hot Water Pump		0011-8F4				Boiler Room		Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll		1		Trane Summit Control System 						Maintenance Shop		Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll		2		Trane 300 Line Control Boxes						Boiler Room, Maint Shop		Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll		1		B&G Series 80 2 HP 1750 RPM Pump						Boiler Room		Dave Connor/ Phyllis Nudd    539-7841

		96 Water Village Road		Ossipee 		Carroll		2		Belimo Outside Air Dampers & Controls						Boiler Room		Dave Connor/ Phyllis Nudd    539-7841

		CONCORD CIRCUIT COURT

		32 Clinton Street		Concord		Merrimack		2		Knight Lochinvar Boilers		KBN 601		B11H10167205 / B11H10167145		Boiler Room		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		2		Bell & Gossett Pumps		KQA56A17D58F				Boiler Room		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		2		Curtis climate control compressors 		ES20		91123972 / 91123885		Boiler Room		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		1		McQuay Air Handler		RDS 708 BY		3WF00681-03		East side of roof		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		1		McQuay Air Handler		RDS800BY		3 WF00686-06		West side of roof		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		1		McQuay Air Handler		MSL111CH		3 WE0006-06		Supply room		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		1		McQuay Air Handler Unit #3		MSL108CH		3 WE00005-06		File room		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		1		McQuay Air Handler		SHD061 B		5 WE82000-00		Sally Port		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		1		Snyder General A/C Unit		AD0,8G		K11900006		Sally Port		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		1		Snyder General A/C Unit		ALP 016C		5 WB05008800		West side of roof		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		1		Snyder General A/C Unit		ALP 027C		5 WE0510100		West side of roof		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		1		Snyder General A/C Unit		ALP 021C		5 WC0503000		East side of roof		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		1		Snyder General A/C Unit		ALP 016C		5 WB0508900		East side of roof		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		2		Pumps -Taco Series 1600		1641				Mechanical Room		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		1		Hankison Air Dryer						Boiler Room		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		1		Pneumatic & Electric Control		Johnson				Throughout		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		48		VAV's						Throughout		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		17		Reheat Valves & Motors						Throughout		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		25		Radiator Valves & Motors						Throughout		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		5		Cabinet Heaters						Throughout		Mike Larochelle / Liz Kelly    271-6403 x336

		32 Clinton Street		Concord		Merrimack		1		Invensys Control System						Throughout		Mike Larochelle / Liz Kelly    271-6403 x336

		COOS COUNTY SUPERIOR COURT

		55 School Street		Lancaster		Coos		1		Trane Intellipak Air Handler #1		SLKFC40EBG47AG		J96F71787		Roof		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos						BD600DERUTN#8						Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		1		Trane Intellipak Air Handler #2		SLMFC50ECG57A7		J96F71788		Roof		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos						BD6001DERCRTN8#						Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		1		Trane Unit Heater		UHSA042S8DAAC		A96F37810		Shared Storage		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		1		Trane Unit Heater		UHSA060W2DAAC		A96F37809		Sally Port		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		1		Trane Fan Coil Air Confitioner		FFEB0401AG0D0F20B		T96J68607		Lobby		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos						32V000D10000A						Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		1		Trane Fan Coil Air Conditioner		FHFB0201AG0BUC20		T96J68154		Vestibule 100A		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos						AB2M0000D100083						Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		1		Trane Fan Coil Air Conditioner		FF4B0201AG0C0C20		T96J68153		Vestibule 100		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos						AG2M0000D1000BB						Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		1		Trane Fan Coil Air Conditioner		FHFB0301AG0C0C20		T96J68155		Stairwell #2		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos						AG2M0000D1000BB						Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		1		Trane Fan Coil Air Conditioner		FFHB0201B60C020		T96J68157		Register of Deeds		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos						AG2M0000D1000BB						Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos						AB2M0000D1000AD						Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		1		Trane Fan Coil Air Conditioner		FFMB0401B60C020		T96J68156		Stairwell #3		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos						AG2M0000D10000BB						Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		31		VAV's								Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		36		Automatic Control Valves								Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		10		Self contained valves								Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		1		Thermostatic Mixing Valve		M20E		M20E-004830		Boiler Room		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		24		Reheat Motors & Valves								Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		1		H.B. Smith Oil Fired Boiler		28A.5		N96-569		Boiler Room		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		1		H.B. Smith Oil Fired Boiler		28A.5		N96-570		Boiler Room		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		1		Taco Pump		0011-BFC				Boiler Room		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		2		B&G Centrifugal Series 80 Pumps 2 HP		2.5 x 7 6625BF		2026950		Boiler Room		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos						2.5 x 7 6625BF		2026949		Boiler Room		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		1		Barber Coleman Network 8000 TM Global Control Module		GCM-84121-S-0-1				Boiler Room		Christina Bryant 545-2515 or Sam White 545-8482

		55 School Street		Lancaster		Coos		1		Invensys Control System						Throughout		Christina Bryant 545-2515 or Sam White 545-8482

		DERRY CIRCUIT COURT

		10 Courthouse Lane		Derry 		Rockingham		1		A / C Unit - Voyager    		YCD330AEHC2B1AE2		J97C91514		Roof top		Sue Flaherty                434-4676 x236

		10 Courthouse Lane		Derry 		Rockingham				with Gas Heat				                     		                 		Sue Flaherty                434-4676 x236

		10 Courthouse Lane		Derry 		Rockingham		2		Trianco - Heatmaker Boilers		CB-MZ-250N		796-0381		Boiler Room		Sue Flaherty                434-4676 x236

		10 Courthouse Lane		Derry 		Rockingham				 9600BC   Natural Gas		                   		796-0390		                    		Sue Flaherty                434-4676 x236

		10 Courthouse Lane		Derry 		Rockingham		1		Invensys Control System		                     		                   		Boiler Room		Sue Flaherty                434-4676 x236

		10 Courthouse Lane		Derry 		Rockingham		13		Invensys Zone Reheat Valves		                     		                    		Throughout		Sue Flaherty                434-4676 x236

		10 Courthouse Lane		Derry 		Rockingham		2		Taco Circulators		56C17D5316FP		B330		Boiler Room		Sue Flaherty                434-4676 x236

		10 Courthouse Lane		Derry 		Rockingham				                                     		                    		BN11-072		                    		Sue Flaherty                434-4676 x236

		DOVER CIRCUIT COURT

		25 St. Thomas Street		Dover		Strafford		2		Laars Gas Boilers		HH0625M				Boiler Room		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		18		Enviro-Tec VAV's						Throughout bldg.		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-1 Size 14 w reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-2 Size 8 w/ reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-3  Size 12 w/ reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-4  Size 6 w/ reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-5  Size 8 w/ reheat coil 		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-6 Size 16 w/ reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-7 Size 8 w/reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-8 Size 8 w/ reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-9 Size 8 w/ reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-10 Size 8 w/ reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-11 Size 12 w/ reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-12 Size 6 w/ reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-13 Size 8 w/ reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-14 Size 12 w/ reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-15 Size 10 w/ reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-16 Size 10 w/ reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-17 Size 12 w/ reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford				V-18 Size 8 w/ reheat coil		SDR-WC						Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		1		Carrier Air Handler		39T				Attic		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		1		Carrier ACCU-1 Air Conditioner		38AH0445				Outside		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		1		Mitsubishi ACCU-2		PV24EK				Outside		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		1		Mitsubishi AC-1		PK24FK				Room 120		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		7		Vulcan Unit Heaters		HV 118A, HV 18, 				5 basement		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford						HV 36, HV 22				1 sally port		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford										1 attic		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		4		Wall heaters		Beacon Morris K-42				Bathrooms		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		2		Cabinet Heaters		C-1150, RC-1200				Front & back doors		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		1		Relief fan		SFB-27				Attic		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		1		B&G Circulator # 5		Model #2				Boiler Room		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		1		B&G Circulator # 4		Model #2				Boiler Room		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		1		B&G Circulator # 6		PL36B				Boiler Room		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		1		B&G Circulator # 3		NRF-22				Boiler Room		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		1		B&G Circulator # 2		6203-2Z-J/C3				Boiler Room		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		1		B&G Circulator # 1		6203-2Z-J/C3				Boiler Room		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		1		Barbara Coleman Network 8000						Throughout		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		1		Invensys Control System						Throughout		Tony Sapochetti        743-5760 x327

		25 St. Thomas Street		Dover		Strafford		1		Variable Speed Drive						Attic		Tony Sapochetti        743-5760 x327

		FRANKLIN CIRCUIT COURT

		7 Hancock Terrace		Franklin		Merrimack		4		York Dampers		2MD04701624A 16"		026-25591-00		2-Upper Mezzanine		Gary Field, 934-6801

		7 Hancock Terrace		Franklin		Merrimack								                     		2- Attic		Gary Field, 934-6801

		7 Hancock Terrace		Franklin		Merrimack		1		York Damper		2MD04701224A 12"		026-25591-00		Attic		Gary Field, 934-6801

		7 Hancock Terrace		Franklin		Merrimack		1		York Damper		2MD04701424A 12"		026-25591-00		Attic		Gary Field, 934-6801

		7 Hancock Terrace		Franklin		Merrimack		6		York Zone Dampers		                     		                   		Throughout		Gary Field, 934-6801

		7 Hancock Terrace		Franklin		Merrimack		1		York Auto Zone Control System		                     		                    		Attic		Gary Field, 934-6801

		7 Hancock Terrace		Franklin		Merrimack		2		York EZ Zone Control System						Attic		Gary Field, 934-6801

		7 Hancock Terrace		Franklin		Merrimack		1		Combustion Air InTake		PAI-3		96394601		Lower Mezzanine		Gary Field, 934-6801

		7 Hancock Terrace		Franklin		Merrimack		1		Combustion Air InTake		PAI-4		97084611		Lower Mezzanine		Gary Field, 934-6801

		7 Hancock Terrace		Franklin		Merrimack		1		Air Conditioning System		H4CE090A25B		NAFM000463		Outside		Gary Field, 934-6801

		7 Hancock Terrace		Franklin		Merrimack		1		Air Conditioning System		H2DH060506B		ECFM075806		Outside		Gary Field, 934-6801

		7 Hancock Terrace		Franklin		Merrimack		1		Air Conditioning System		H2CE120A25C		NBFM023495		Outside		Gary Field, 934-6801

		7 Hancock Terrace		Franklin		Merrimack		1		100,000 BTU York Furnace Nat Gas		PICKD20N08001A		ECFM095785		Lower Mezzanine		Gary Field, 934-6801

		7 Hancock Terrace		Franklin		Merrimack		1		152,000 BTU York Furnace Nat Gas		P4UCB30N12206A		ENDM518199		Lower Mezzanine		Gary Field, 934-6801

		7 Hancock Terrace		Franklin		Merrimack		1		300,000 BTU Modine Furnace Nat Gas		DJE300SF 30		2011897-4398				Gary Field, 934-6801

		HILLSBOROUGH COUNTY COURT SOUTH

		30 Spring Street		Nashua		Hillsborough		2		HTP ModCon Boilers (gas fired)		MODCON 850				Boiler Room		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		T2 Thermo 200 Domestic Hot Water Tank		Turbomax 109A				Boiler Room		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Thermific Boiler		N-2000-2		CL36-03-25547		Boiler Room		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Domestic G.E. 1/3 HP Hot Water Circulator		5HKH35FN128GX				Boiler Room		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Taco Hot Water Circulator Pump		KU3006				Boiler Room		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Taco Hot Water Circulator Pump #2		DB 3010 9.50 C5B2F10				Boiler Room		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Taco Hot Water Circulator Pump #1		DB 3010 9.50 C5B2F10				Boiler Room		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Duplex 5 h.p. Air Compressor		ACP C5SB-512D3		1289-A9709		Boiler Room		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Johnson Controls Pneumatic System		MM31540				Boiler Room		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Mitsubishi Mr. Slim Air Conditioning Unit		PLL24K				Sally Port Roof		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		McQuay Air Handler (RAC#1)		RPS061BY		3UJOO225-19		Roof		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		McQuay Air Handler (RAC#2)		RPS061BY		3UJ00226-19				Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		McQuay Air Handler (RAC#3)		RPS061BY		3UJ00227				Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		McQuay Air Handler (RAC#4)		RPS061BY		3UJ00228				Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		McQuay Air Cooled Condenser		APL0210		5UG0507900		Sally Port Roof		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		McQuay Air Handler		LSL114DH		#UH00389-04		Boiler Room		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Larkin Air Cooled Condenser		PFG 3A		8999467A1		Sally Port Roof		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Sky Hook Glycol Air Conditioning Unit						Computer Rm Ceiling		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		1/4 h.p. Taco Pump		5555XD4E-2681				Boiler Room		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		44		VAV's								Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		85		Radiation motors and valves								Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Reheat motors and valves								Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		McQuay 3 hp Return Air Fan #1								Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		4		McQuay Constant Volume Boxes								Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		7		McQuay Cabinet Heaters								Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		2		McQuay Unit Heaters								Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Dan Foss Variable Speed Drive 15 HP		APU6016-G-T4-IN1-2C-R0-DL-F40-A00-C0-M0-M-0-0-0-SM-A0-B0				RAC-1 Supply Fan		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Dan Foss Variable Speed Drive 10 HP		APU6011-G-T4-IN1-2C-R1-DL-F40-A00-C0-M0-M-0-0-0-SM-A0-B0				FAC-1 Return Fan		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Dan Foss Variable Speed Drive 15 HP		APU6016-G-T4-IN1-2C-R0-DL-F40-A00-C0-M0-M-0-0-0-SM-A0-B0				RAC-2 Supply Fan		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Dan Foss Variable Speed Drive 10 HP		APU6011-G-T4-IN1-2C-R1-DL-F40-A00-C0-M0-M-0-0-0-SM-A0-B0				FAC-2 Return Fan		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Dan Foss Variable Speed Drive 20 HP		APU6022-G-T4-IN1-2C-R0-DL-F40-A00-C0-M0-M-0-0-0-SM-A0-B0				RAC-3 Supply Fan		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Dan Foss Variable Speed Drive 15 HP		APU6016-G-T4-IN1-2C-R0-DL-F40-A00-C0-M0-M-0-0-0-SM-A0-B0				RAC-3 Return Fan		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Dan Foss Variable Speed Drive 25 HP		APU6027-G-T4-IN1-2C-R0-DL-F40-A00-C0-M0-M-0-0-0-SM-A0-B0				RAC-4 Supply Fan		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Dan Foss Variable Speed Drive 20 HP		APU6022-G-T4-IN1-2C-R0-DL-F40-A00-C0-M0-M-0-0-0-SM-A0-B0				RAC-4 Return Fan		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Dan Foss Variable Speed Drive 7.5 HP		APU6008-G-T4-CN1-2C-R3-DL-F40-A00-C0-M0-D-0-0-0-CM-A0-B0				HW Pump-1		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough				Included in above						HW Pump-2		Herney Londono    595-5258

		30 Spring Street		Nashua		Hillsborough		1		Invensys Control System						Throughout		Herney Londono    595-5258

		JAFFREY-PETERBOROUGH CIRCUIT COURT

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		2		Well McClain Oil Fired Boilers		578		550 223		Boiler Room		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire								127 029		Boiler Room		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		2		Carlin Oil Burners		4100		3KRDW		Boiler Room		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		18		Enviro-Tec VAV's						Throughout bldg.		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-1 Size 14 w reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-2 Size 8 w/ reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-3  Size 12 w/ reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-4  Size 6 w/ reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-5  Size 8 w/ reheat coil 		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-6 Size 16 w/ reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-7 Size 8 w/reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-8 Size 8 w/ reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-9 Size 8 w/ reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-10 Size 8 w/ reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-11 Size 12 w/ reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-12 Size 6 w/ reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-13 Size 8 w/ reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-14 Size 12 w/ reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-15 Size 10 w/ reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-16 Size 10 w/ reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-17 Size 12 w/ reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire				V-18 Size 8 w/ reheat coil		SDR-WC						Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		4		Radiation Valves								Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		3		Heating Valves								Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		1		Wedge #2 Fuel Pump		B58-C				Boiler Room		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		1		Carrier Air Handler		30		3502F 76831		Attic		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		1		Carrier  Air Conditioner		38AH044 500		290 1F97 332		Outside		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		2		Sterling unit heaters		HS 48				File Room		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		1		Sterling unit heater		HS 24				Storage Room		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		1		Sterling unit heater		HS 48				Storage Room		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		1		Cabinet Heater						Front Entrance		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		1		Cabinet Heater		C-1140-04				Maint Office		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		2		Sterling Unit Heaters						Attic		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		1		Cook Return Fan		2700PFB		105697309		Attic		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		2		Taco Circulator Pumps		H536				Boiler Room		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		1		Metasys Control System						Throughout		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		2		ABB Variable Speed Drives						Return and Supply		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire										Fans		Greg Marsh                 532-6429 x 317

		84 Peterborough St/Rt. 202		Jaffrey		Cheshire		1		Cabinet Heater		C-1170-2		100102		Rear Door		Greg Marsh                 532-6429 x 317

		LACONIA CIRCUIT COURT

		26 Academy Street		Laconia		Belknap		2		Viesmann Gas Fired Boiler		Vitrond 200, VD2-125				Boiler Room		Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		2		Weihaupt Gas Fired Burner		WG-30				Boiler Room		Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		1		Viesmann Control		Vitrotronic GC-1/VD2/CT3				Boiler Room		Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		1		Trane Air Cooled Condensing Unit (CH-1)		RAUCC50EPZ13AODF00T10				Roof		Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		1		Trane Evaporater Chiller		5705-0377-060				Rm 314		Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		2		Mitsubishi Mini-Split Air Conditiong Units (AC-1 & AC-2)		QSCE-241/QSCC-241				Elevator Rooms		Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		1		Trane Mini-Split Air Conditiong Unit (AC-3)		QSCE-181/QSCC-181						Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		54		Fan Coil Air Conditiong Units						Throughout		Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap				Belimo 3-Way Control Valves						Throughtout		Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		2		Chilled Water Pumps (CHWP1,CHWP2)		Bell & Gossett 1531				Rm 314		Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		2		Bell & Gossett Heat Pumps (P-1,P-2)		Bell & Gossett				Boiler Room		Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		1		Trane Cabinet Unit Heater (CHU-1)		FFBB0401A						Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		1		Single Duct Terminal Units (2-1VV3)		SDR				Throughtout		Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		1		Single Duct Terminal Units (2-2VV2)		SDR				Throughtout		Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		1		Single Duct Terminal Units (3-1VV2)		SDR				Throughtout		Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		1		Single Duct Terminal Units (3-2VV2)		SDR				Throughtout		Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		1		ABB Variable Frequency Drive (VFD-P-1)		ACH550-PD-012A-2+E213				Boiler Room		Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		1		ABB Variable Frequency Drive (VFD-P-2)		ACH550-PD-012A-2+E213				Boiler Room		Kevin Crutchfield   783-1811

		26 Academy Street		Laconia		Belknap		1		Desert Aire (ERU-1) Energy Recovery Unit		Total Aire QS10F7E40768				Roof		Kevin Crutchfield   783-1811

		LEBANON CIRCUIT COURT

		38 Centerra Parkway		Lebanon		Grafton		1		HB Smith Boiler #1		19 Series-4		F96-731		Boiler Room		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton		1		HB Smith Boiler #2		19 Series-4		F96-729		Boiler Room		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton		1		Circulator Pump/Furnace #1		Taco 1600 C3NJ		60396		Boiler Room		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton		1		Circulator Pump/Furnace #2		Taco 1600 C3NJ		60396		Boiler Room		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton		1		Domestic Hot Water		005-BF2				Boiler Room		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton		1		Oil pump    Webster		SPM-15-1				Boiler Room		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton		1		McQuay Condenser Unit CC1		ALPo19D		56J8519802		Rear of Bldg.		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton		1		McQuay Condenser Unit CC2		ALP019D		56J8519702		Rear of Bldg.		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton		1		AC2 Fan Unit		Magneter R206		182T		Lobby Mezzanine		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton		1		EFI Fan Unit		Magneter Century		BP8		Lobby Mezzanine		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton				Dump Actuators		Johnson Controls 24V		W9 751		Various locations		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton						M9216 HGA-2						David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton				Flow Actuators		Johnson Controls 24V		96 25		Lobby Mezzanine		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton						3" G3						David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton				Exhaust Fan		3BF145TTDR563288		618280-062196		Rear Mezzanine		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton				ACI Air Handler  McQuay		203		634873-0209		Rear Mezzanine		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton		1		Circulator Pump - Heat		Taco 1634 C3N2		82096		Boiler Room		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton		1		Circulator Pump - Heat		Taco 1634 C3N2		A59612		Boiler Room		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton		1		Metasys Control System		N 30 Johnson Control				Boiler Room		David McGrath           252-0950

		38 Centerra Parkway		Lebanon		Grafton		1		Invensys Control System		UNC 500				Maintenance Office		David McGrath           252-0950

		MANCHESTER CIRCUIT COURT

		35 Amherst Street		Manchester		Hillsborough		2		Gas Fired Lochinvar Condensing Boilers		SBN-1000				Boiler Room		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		2		Dan Foss Variable Frequency Drive 		FC-102P3K7T2				Boiler Room		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Expansion Tank						Boiler Room		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Natural Gas Fired State  Hot Water Tank (100 gallon)		BTC 200 930		MJ94-037 141 9-930		Boiler Room		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Air Conditioning Unit (AC-1) Split System		SCB-201B				Cell Block		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Air Conditioning Unit (AC-2) Split System		SCB-121B				Room 3		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Taco Water Circulator (domestic)		Taco FE 2010				Boiler Room		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		4		B&G Circulators		JQF56A17D60FK				Boiler Room		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		B&G Hot Water Circulator (P-8A)		Series 1510				Boiler Room		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		B&G Hot Water Circulator (P-8B) 		Series 1510				Boiler Room		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Invensys Control System		I/A Series				Maintenance Office & throughout		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		RTU #1 McQuay Air Conditioning Unit		RPS030B4		3550132022		Roof		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		RTU #2 McQuay Air Conditioning Unit		RPS060CSY		35501322-02		Roof		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		RTU #3 McQuay Air Conditioning Unit		RPS036BY		35J01321-22		Roof		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		CC-1 AG  Air Conditioning Unit		AG030GA1		L952451394		Roof		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		CC-2 Arco Aire Air Conditioning Unit		CA5560VHC1		L953629446		Roof		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		1-1 FPB BOX with Reheat Coil		FPC-380				Room 314		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		1-2 FPB Box with Reheat Coil		FPC-380				Room 316B		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		1-3 FPB Box with Reheat Coil		FPC-380				Room 316A		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		1-4 FPB Box with Reheat Coil		FPC-410				Elevator area		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		1-5 FPB Box with Reheat Coil		FPC-380				Room 325		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		1-6 FPB Box with Reheat Coil		FPC-380				Room 327		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		1-7 FPB Box with Reheat Coil		FPC-260				Room 328		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		1-8 FPB Box with Reheat Coil		FPC-260				Room 211		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		1-9 FPB Box with Reheat Coil		FPC-380				Room 212		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		1-10 FPB Box with Reheat Coil		FPC-380				Room 219		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		1-11 FPB Box with Reheat Coil		FPC-614				Clerks Area		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		1-12 FPB Box with Reheat Coil		FPC-614				Clerks Area		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-1 FPB Box with Reheat Coil		FPC-380				Custodian Closet		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-2 FPB Box with Reheat Coil		FPC-616				Juvenile Waiting		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-3 FPB Box with Reheat Coil		FPC-380				Room 301B		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-4 FPB Box with Reheat Coil		FPC-512				Corner of Lobby		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-5 FPB Box with Reheat Coil		FPC-512				Room 302A		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-6 FPB Box with Reheat Coil		FPC-260				Prosecutors Office L		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-7 FPB Box with Reheat Coil		FPC-410				Prosecutors Office R		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-8 FPB Box with Reheat Coil		FPC-512				Room 302B		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-9 FPB Box with Reheat Coil		FPC-410				Room 331		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-10 FPB Box with Reheat Coil		FPC-410				Room 334		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-11 FPB Box with Reheat Coil		FPC-260				Custodians Closet		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-12 FPB Box with Reheat Coil		FPC-614				Future Courtroom		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-13 FPB Box with Reheat Coil		FPC-410				Outside Clerks Counter		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-14 FPB Box with Reheat Coil		FPC-370				Clerks Area near door 		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-15 FPB Box with Reheat Coil		FPC-360				Over Clerks Counter		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-16 FPB Box with Reheat Coil		FPC-380				Clerks Area near bath		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-17 FPB Box with Reheat Coil		FPC-410				Clerks Area mid posts		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		2-18 FPB Box with Reheat Coil		FPC-614				Clerks Area mid posts		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		3-1 FPB Box with Reheat Coil		FPC-512				Juvenile Waiting		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		3-2 FPB Box with Reheat Coil		FPC-380				Juvenile Waiting		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		3-3 FPB Box with Reheat Coil		FPC-410				Lobby near Phone		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		3-4 FPB Box with Reheat Coil		FPC-250				Room 338		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		3-5 FPB Box with Reheat Coil		FPC-250				Room 337		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		3-6 FPB Box with Reheat Coil		FPC-380				Room 336		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		3-7 FPB Box with Reheat Coil		FPC-512				Room 205		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		3-8 FPB Box with Reheat Coil		FPC-240				Room 231		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		3-9 FPB Box with Reheat Coil		FPC-240				Room 229		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		3-10 FPB Box with Reheat Coil		FPC-380				Room 228		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		3-11 FPB Box with Reheat Coil		FPC-410				Lobby near Vending		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		3-12 FPB Box with Reheat Coil		FPC-512				Lobby near Vending		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		3-13 FPB Box with Reheat Coil		FPC-260				Lobby near bathrooms		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 2-01		damper				Room 201A		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 2-02		damper				Room 201B		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 2-03		damper				Room 303B		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 2-04		damper				Room 302A		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 2-05		damper				Room 302B		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 2-06		damper				Room 301B		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 2-07		damper				Room 301A		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 2-08		damper				Room 303A		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Dan Foss Variable Frequency Drive 		174F4632		576700Y353		Boiler Room		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Dan Foss Variable Frequency Drive 		174F0450		470900Y313		RTU 1 - Supply Fan		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Dan Foss Variable Frequency Drive 		174B5951		471000Y313		RTU 1- Return Fan		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Dan Foss Variable Frequency Drive 						RTU 2 - Supply Fan		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Dan Foss Variable Frequency Drive 						RTU-2 Return Fan		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Dan Foss Variable Frequency Drive 						RTU 3- Supply Fan		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Dan Foss Variable Frequency Drive 						RTU 3- Return Fan		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		30		Fin Tube Rad. Heating Valves and Motors						Throughout		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		4		McQuay Cabinet Heaters						Stairwells 		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		7		McQuay Unit Heaters						Sallyport (1), Judges Parking (1), Basement (3), Boiler Rm (1)		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		5		Rooftop Exhaust Fans						Roof		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Taco Circulator Pump for Chiller		1641				Room 171		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		RTU #4 Trane Air Conditioning Unit		THC120				Roof		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Trane Chiller		CGAF-1				Roof		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Trane Cabinet Heater		FFMB06				Front Foyer		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		4		Cook Gemini Exhaust Fans		GC-240,520		GC - 124,164		1st Floor Baths & Closet		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Airtight Mfg. Radiant Heater		AXO		Also small cabinet coil near outside wall		1st Floor Ladies Room 		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Trane Air Handling Unit HVAC - 01		M-Series		Size 17		1st Floor above bathroom ceilings		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 1-1 w/Reheat Coil		Trane				Room 161		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 1-2 w/Reheat Coil		Trane				Room 158		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 1-3 w/Reheat Coil		Trane				Room 330		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 1-4 w/Reheat Coil		Trane				Room 153		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 1-5 w/Reheat Coil		Trane				Room 157		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 1-6 w/Reheat Coil		Trane				Room 156		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 1-7 w/Reheat Coil		Trane				Rooms 104, 153, 105		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 1-8 w/Reheat Coil		Trane				Room 101		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 1-9 w/Reheat Coil		Trane				Rooms 163, 164, 165, 166		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 1-10 w/Reheat Coil		Trane				Room 150		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 1-11 w/Reheat Coil		Trane				Room 176		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 1-12 w/Reheat Coil		Trane				Room 168		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 1-13 w/Reheat Coil		Trane				Room 102		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		VAV 1-14 w/Reheat Coil		Trane				Rooms 122, 171		Larry Lebrun               624-6510 x1751

		35 Amherst Street		Manchester		Hillsborough		1		Heat Coil		Trane Type 5W				RTU #4		Larry Lebrun               624-6510 x1751

		MERRIMACK CIRCUIT COURT

		4 Baboosic Lake Road		Merrimack		Hillsborough		1		Trane Air Stack Chiller (C-1)		QEW073020081				Attic		Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough		34		Trane VAV Single Duct Terminal Units (VAV 1-34)		VCWF-05,06,08,10,12				Throughout		Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough		1		Trane Indoor Central Station Air Handling Unit (HVAC-1)		MCCB025				Attic		Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough		2		Yaskawa Variable Frequency Drives P-1,2)		E7NVB003CNGZWY						Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough		1		Yaskawa Variable Frequency Drives (RF-1)		E7NVB011CNGZWY						Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough		2		Heat/Tranfer Gas Boilers (B-1 & B-2)		ModCon850				Boiler Room		Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough		2		Taco Pumps (P-1 & P-2)		1641				Boiler Room		Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough		1		Taco Pump (P-3)		009F				Boiler Room		Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough		2		Taco Pumps (BP-1 & BP-2)		1635				Boiler Room		Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough				Exhaust Fan #1		Greenheck SQ120B				Sallyport		Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough				Exhaust Fan #2		BSQ-187				Attic		Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough				Return Fan #1		QCLB						Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough		2		Fujitsu Split Ductless 		ASU12RMLQ						Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough		1		Fujitsu Split Ductless 		ASU9RMLQ						Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough		1		Fujitsu Split Ductless 		AOU36RML						Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough		2		Bell & Gossett Pumps		PL-30				Boiler Room		Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough		1		Trane HVAC-1 Air Handler with Frequency Drive		CR 200						Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough				Bell & Gossett Pumps		PL-36B						Rick Cote                        424-9916 x264

		4 Baboosic Lake Road		Merrimack		Hillsborough		1		Control Technologies Control System								Rick Cote                        424-9916 x264

		NORTHERN CARROLL COUNTY CIRCUIT COURT

		35 East Conway Road, Rt. 302		North Conway		Carroll		1		Perless Boiler						Boiler Room		Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll		1		Beckett Burner						Boiler Room		Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll		1		BTE 120 B 10 Ton Air Conditioner/Air Handler						Roof		Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll		1		Trane BTA 120C Condenser						Roof		Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll		1		Trane TWH 048 4 Ton Air Handler						Boiler Room		Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll		1		Trane TTA048 Condenser						Outside Rear Entrance		Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll		1		Sterling Cabinet Heater						Front Entrance		Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll		1		Taco 1/12 Circulator						Boiler Room		Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll		1		Control System consisting of the following at a minimum:								Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll				Honeywell Transformer		AT92						Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll				Enthalpy Controller		H705A						Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll				Honeywell Aquastat		L4006						Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll				Damper Motor(s)		M436A & M836A						Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll				Damper Actuator(s)		M784/M786/M886						Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll				Modutrol Motors		M945A						Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll		1		Damper Linkage		Q605A						Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll				Temperature Controller		T675A, T6789A&T478A						Dave Connor/ Phyllis Nudd    539-7841

		35 East Conway Road, Rt. 302		North Conway		Carroll				Thermostats		T87						Dave Connor/ Phyllis Nudd    539-7841

		PLYMOUTH CIRCUIT COURT

		26 Green Street		Plymouth		Grafton		1		Oil Fired Burnham Boiler		V-910		7600393		Boiler Room		Kevin Morse              536-3326 x 323

		26 Green Street		Plymouth		Grafton		1		Carlin Oil Burner		702CRD				Boiler Room		Kevin Morse              536-3326 x 323

		26 Green Street		Plymouth		Grafton		1		Domestic Hot Water Pump		Taco 1/8 h.p.				Boiler Room		Kevin Morse              536-3326 x 323

		26 Green Street		Plymouth		Grafton		1		P-1 Hot Water Pump		Taco # 1641				Boiler Room		Kevin Morse              536-3326 x 323

		26 Green Street		Plymouth		Grafton		1		P-2 Hot Water Pump		Taco # 1641				Boiler Room		Kevin Morse              536-3326 x 323

		26 Green Street		Plymouth		Grafton		1		Snyder General Condenser A.C. Unit		ALP041C		5XJ0502300		Outside		Kevin Morse              536-3326 x 323

		26 Green Street		Plymouth		Grafton		1		Loren Cook Exhaust Fan #2 		SDB-150				Attic		Kevin Morse              536-3326 x 323

		26 Green Street		Plymouth		Grafton		17		Variable Air Volume Boxes						Throughout		Kevin Morse              536-3326 x 323

		26 Green Street		Plymouth		Grafton		17		Reheat Valves and Motors						Throughout		Kevin Morse              536-3326 x 323

		26 Green Street		Plymouth		Grafton		22		Perimeter Heat Valves and Motors						Throughout		Kevin Morse              536-3326 x 323

		26 Green Street		Plymouth		Grafton		1		Loren Cook Exhaust Fan #1						Attic		Kevin Morse              536-3326 x 323

		26 Green Street		Plymouth		Grafton		1		Invensys I/A Series Control System		UNC 510				Throughout		Kevin Morse              536-3326 x 323

		26 Green Street		Plymouth		Grafton		1		McQuay Air Handler w/Variable Frequency Drive		McQuay		JA08TW8		Attic		Kevin Morse              536-3326 x 323

		26 Green Street		Plymouth		Grafton		1		Control Unit for the McQuay Air Handler		Allen Bradley						Kevin Morse              536-3326 x 323

		26 Green Street		Plymouth		Grafton		2		McQuay Cabinet Haters						Throughout		Kevin Morse              536-3326 x 323

		26 Green Street		Plymouth		Grafton		2		McQuay Unit Heaters						Throughout		Kevin Morse              536-3326 x 323

		PORTSMOUTH CIRCUIT COURT

		111 Parrott Avenue		Portsmouth		Rockingham		1		York Air Conditioning Unit		Y14AW14M60		NEMM-056580		Rooftop		Hong Kim, 436-0451

		111 Parrott Avenue		Portsmouth		Rockingham		1		Weil-Mclain Gas Boiler w/		BGL 588-WS						Hong Kim, 436-0451

		111 Parrott Avenue		Portsmouth		Rockingham		1		Nat Gas Power Flame Burner		WCR1 GO-12		118947782		Boiler Room		Hong Kim, 436-0451

		111 Parrott Avenue		Portsmouth		Rockingham		1		Taco 1/2 HP Circulator Pump		P55Fl-234				Boiler Room		Hong Kim, 436-0451

		111 Parrott Avenue		Portsmouth		Rockingham		1		B&G 1/2 HP Circulator Pump 		60 Series				Boiler Room		Hong Kim, 436-0451

		111 Parrott Avenue		Portsmouth		Rockingham		1		B&G Circulator Pump						2nd Floor Mens Rm		Hong Kim, 436-0451

		111 Parrott Avenue		Portsmouth		Rockingham		53		McQuay Variable Air Boxes						Throughout		Hong Kim, 436-0451

		111 Parrott Avenue		Portsmouth		Rockingham		1		Radiation Valve and Motor						Throughout		Hong Kim, 436-0451

		111 Parrott Avenue		Portsmouth		Rockingham		1		Invensys I/A Series Control System						Throughout		Hong Kim, 436-0451

		111 Parrott Avenue		Portsmouth		Rockingham		4		Cabinet Heaters						Throughout		Hong Kim, 436-0451

		ROCHESTER CIRCUIT COURT

		76 North Main Street		Rochester		Strafford		1		AC-1 10 Ton Trane Air Handling Unit		TWE120A300A		F34177611		Mechanical Room		Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		1		10 Ton Condensing Unit		TTA 120A300B				Roof		Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		1		Dan Foss Variable Speed Drive 3 HP		APU6004-G-T1-IN1-2C-R3-DL-F40-A00-C0-M0-M-0-0-0-SM-A0-B0				AC-1 Supply Fan		Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		1		Dan Foss Variable Speed Drive 5 HP		APU6006-G-T1-IN1-2C-R0-DL-F40-A00-C0-M0-M-0-0-0-SM-A0-B0				AC-2 Supply Fan		Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		1		AC-2  20 Ton Trane Air Handling Unit		TWE240B300AB		F10180455				Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		1		20 Ton Condensing Unit		TRAU CC20GBC10BFI				Roof		Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		1		Trane Cooling Only Roof top unit		TCC024F100AA		F29163777		Roof		Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		1		Weil McLain Boiler with Natural Gas		BG876WN				Boiler Room		Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford				Power Flame Burner		WJR15A-10						Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		1		1.5 HP B&G Inline Heating Pump		Series 90		163697		Boiler Room		Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		1		Invensys Control System						Throughout		Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		3		Trane Varitrac Control System		DCCA -10P-1A				Throughout		Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		3		Comfort Managers								Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		3		Velocity Sensors								Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		3		Duct Temperature Sensors								Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		15		Thermostats								Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		1		Permanent Edit Terminal								Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		8		Hot Water Reheat Motors & Valves						Throughout		Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		10		Radiation Valves & Motors						Throughout		Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		1		Preheat Motor & Valve								Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		5		Cabinet Heaters						Throughout		Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		19		VAV's						Throughout		Mike Chase, 335-3432

		76 North Main Street		Rochester		Strafford		1		AO Smith Natural Gas Boiler, Legend 2000 Diascan 		LB500 E229000000		990 C 02 67490		Boiler Room		Mike Chase, 335-3432

		ROCKINGHAM COUNTY COURT

		#10 Route 125		Brentwood		Rockingham		1		McQuay  320 Ton  R134 A Chiller		PEH O7D		5ZH81049-00		Mechanical Room		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		Karbate -Vicarb  Plate Heat Exchanger		V60 SST/150				Mechanical Room		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		2		Cooling Towers 		BAC PT2				Roof		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		2		Drives for Cooling Towers		Siemans BT 300				Mechanical Room		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		Rinnai Hot Water Tank (Propane)		RL94i				Mechanical Room		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		AC-1 Liebert Mini Mate		MME024E-XH1				Court Comp Rm		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		AC-2 Liebert 3000 Challenger		BUO 46WGASM		317944-02		Computer Rm Deeds		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		AC-3 Liebert 3000 Challenger		BUO 46WGASM		317944-001		Deeds Processing Rm		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		Liebert Drycooler with (2) 1 1/2 hp pumps						Roof		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		AC-4 Mr Slim Mitsubishi 						Control Room		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		4		Propane Fired Lochinvar Boilers		PB4000		H 948202		Mechanical Room		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham				100,000 BTU 's ea  &  related controls								Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		CWP-1 30 HP Bell & Gossett Pump		1510				Mechanical Room		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		CP-1  30 HP Bell & Gossett Pump		1510				Mechanical Room		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		CTP-1 30 HP Bell & Gossett Pump		1510				Mechanical Room		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		HWP-2 15 h.p. Circulating Pump		1510				Mechanical Room		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		HWP-1 15 h.p. Circulating Pump		1510				Mechanical Room		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		12		McQuay Cabinet Heaters						Throughout		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		12		McQuay Unit Heaters						Throughout		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		AH-1A Air Handler Motor & Disconnect		McQuay LSL-111				Mechanical Room		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		AH-1B Air Handler Motor & Disconnect 		McQuay LSL-111				Mechanical Room		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		AH-2A Air Handler Motor & Disconnect 		McQuay LSL-128		32H00450-04		Penthouse		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		AH-2B Air Handler Motor & Disconnect 		McQuay LSL-128		32H00451-04		Penthouse		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		AH-3A Air Handler Motor & Disconnect 		McQuay LSL-128		32H00452-04		Penthouse		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		AH-3B Air Handler Motor & Disconnect 		McQuay LSL-128		32H00453-04		Penthouse		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		AH-4     Air Handler Motor & Disconnect 		McQuay LSL-104		32H00454-06		Garage		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		SHWP-1 Glycol Pump		Series 90				Mechanical Room		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		HRP-1 Glycol  Booster Pump		Series 90				Mechanical Room		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		SHWP-2 Hot Water Booster Pump		Series 90				Penthouse		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		HRP-2 Glycol Booster Pump		Series 90				Penthouse		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		SHWP-3 Hot Water Booster Pump		Series 90				Penthouse		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		HRP-3 Glycol Booster Pump		Series 90				Penthouse		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		77		Fan Coil Units								Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		McQuay Horizontal Fan Coil Unit		FHZC1S16				Ground Level		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		Dehumidification System		QS 30A4E28162		3704E14718		Ground Level		Dave Paola or Jonathan Barnard, 642-5256 x2288

		#10 Route 125		Brentwood		Rockingham		1		Invensys Control System						Throughout		Dave Paola or Jonathan Barnard, 642-5256 x2288





SECTION V GENERAL SERVICES

		SECTION V: DEPARTMENT OF ADMINISTRATIVE SERVICES, GENERAL SERVICES

		Address		Town		County		Qty		Type/Description		Model #		Serial #		Location of Equip		Facility Contact Name & Phone		Participation Date (if other than 01/01/2016)

		ADMINISTRATIVE OFFICE OF THE COURTS

		1 Noble Drive		Concord		Merrimack		1		Trane A/C Unit		RAUCC3OBP		13BD/097484309		Outside		Brooks Young    271-3148

		1 Noble Drive		Concord		Merrimack		1		Trane A/C Unit		TTA150B3OOBC		NO74PT8A4		Outside		Brooks Young    271-3148

		SUPREME COURT BUILDING

		1 Noble Drive		Concord		Merrimack		1		Trane 100 Ton Chiller		CG100D		575074		Basement		Brooks Young    271-3148

		1 Noble Drive		Concord		Merrimack		2		Chilled Water Pumps (Baldor Cat)		M3218		F10052844 / F1005285003		Basement		Brooks Young    271-3148

		1 Noble Drive		Concord		Merrimack		1		Heat Exchanger		P-47		5-415-23-116-011		Basement		Brooks Young    271-3148

		1 Noble Drive		Concord		Merrimack		2		Armstrong Condenser pumps		4001522-083		0291 / 0295		Outside		Brooks Young    271-3148

		DEPARTMENT OF MOTOR VEHICLES

		27 Hazen Drive		Concord		Merrimack		1		Trane Condensing Unit		RAUCC504BXI		3AB/004805883		Exterior		Brooks Young    271-3148

		27 Hazen Drive		Concord		Merrimack		1		Trane Condensing Unit		RAUCC404BX13AG		 COU805884		Exterior		Brooks Young    271-3148

		27 Hazen Drive		Concord		Merrimack		1		Trane M Series A-H		MCCBO30UADA8UA		R04B93736		Basement		Brooks Young    271-3148

		27 Hazen Drive		Concord		Merrimack		1		Trane M Series A-H		MCCBO30UADA8UA		K04G93718		Basement		Brooks Young    271-3148

		27 Hazen Drive		Concord		Merrimack		2		York Condensing Units		H2CE120A25		N/A		Exterior		Brooks Young    271-3148

		27 Hazen Drive		Concord		Merrimack		2		York Condensing Units		HKE150A25C		N/A		Exterior		Brooks Young    271-3148

		27 Hazen Drive		Concord		Merrimack		1		York Condensing Units		AP150		CNLM14874D		Basement		Brooks Young    271-3148

		27 Hazen Drive		Concord		Merrimack		1		York Air Handler AC 2		AP150		CNLM14876		Basement		Brooks Young    271-3148

		27 Hazen Drive		Concord		Merrimack		1		Trane A/C Condensing Unit		TTAF013400FA		4294LM4AD		Exterior		Brooks Young    271-3148

		27 Hazen Drive		Concord		Merrimack		1		Trane A/C Air Handler		MCB014UAO"AOUB		K0483755		Second Floor		Brooks Young    271-3148

		27 Hazen Drive		Concord		Merrimack		2		40-ton chiller units - NEW								Brooks Young    271-3148		1/1/17

		JAMES H. HAYES SAFETY BUILDING

		33 Hazen Drive 		Concord		Merrimack		1		Multistack Chiller		ASA50Z6H2A		N/A		Penthouse		Brooks Young    271-3148

		33 Hazen Drive 		Concord		Merrimack		1		Airstack Condensor Acc 1		HNHDOUA029		T08L05854		Roof		Brooks Young    271-3148

		33 Hazen Drive 		Concord		Merrimack		1		Airstack Condensor Acc 2		HNHDo4A029		T08L05852		Roof		Brooks Young    271-3148

		33 Hazen Drive 		Concord		Merrimack		1		Airstack Condensor Acc 3		HNH004A029		T08L055853		Roof		Brooks Young    271-3148

		33 Hazen Drive 		Concord		Merrimack		1		McQuay A/C unit 41 Ton		RPS041BY		N/A		Roof		Brooks Young    271-3148

		33 Hazen Drive 		Concord		Merrimack		1		McQuay A/C unit 20 Ton		CUR200ETYC		5SP0903600		Roof		Brooks Young    271-3148

		33 Hazen Drive 		Concord		Merrimack		1		McQuay A/C unit 10 Ton		RDS708BB		38D00291-03		Roof		Brooks Young    271-3148

		33 Hazen Drive 		Concord		Merrimack		1		McQuay A/C Condensing Unit		CA5090VlAL		L973125892		Roof		Brooks Young    271-3148

		33 Hazen Drive 		Concord		Merrimack		1		Trane A/C unit 2 Compressor		RAUCC254BY1BA				Roof		Brooks Young    271-3148

		33 Hazen Drive 		Concord		Merrimack		1		Trane Air House		TSISI50B18				Roof		Brooks Young    271-3148

		33 Hazen Drive 		Concord		Merrimack		1		McQuay A/C unit 10 Ton		ALI0150y27				Lower Roof		Brooks Young    271-3148

		33 Hazen Drive 		Concord		Merrimack		1		McQuay A/C 7 Ton		C090CI				Lower Roof		Brooks Young    271-3148

		DOT MATERIALS & RESEARCH

		5 Hazen Drive		Concord		Merrimack		1		Deschamps Roof Top		PV-W8-WHU				On Roof		Sean McClellan  271-3148

		5 Hazen Drive		Concord		Merrimack		1		Deschamps Roof Top		PU-W10-WHU				On Roof		Sean McClellan  271-3148

		DEPARTMENT OF HEALTH & HUMAN SERVICES

		29 Hazen Drive 		Concord		Merrimack		1		Trane Rotary Chiller, 200 ton		RTAC2004		U11C000058		West Roof		Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		2		Taco 10hp Pump		B5008 7.35 C5B2TGLO						Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		1		Trane Rotary Chiller, 200 ton		RTAC2004		709C03615		East Roof		Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		2		Aurora 15HP Pump		89-2489-2						Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack						UAFNNITX1DDL						Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack						NNOEN10GRO						Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack						EXN						Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		1		York Recip Chiller, Glycol, 50 Ton, 		YCAG 18-46		10220/102087		Core Roof		Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack				2 Comp								Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		1		Trane Scroller Chiller, 26 Ton,		CGAM 026F		U11C21887		West Roof		Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		2		Pumps Glycol, 2HP		P63CJZ-2739				West Roof		Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack				1 Comp.		J88KJ82361						Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		1		Trane Chiller CVHF		CVHF650		L03C03621		New Lab		Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		1		Condenser Pump		8X11 10.75 BF		03-0764		New Lab		Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		1		Chilled Water Pump		6X9.5 8BF		03-0765		New Lab		Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		1		Trane Chiller CVHE		CVHE450		L03C03640		New Lab		Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		1		Condenser Pump		6X11 11BF		03-0763		New Lab		Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		1		Chilled Water Pump		6X7 7BF		03-0739		New Lab		Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		1		Plate & Frame		P47		913072-01		New Lab		Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		1		Condenser Water Pump		6X11 10.75 BF		03-0738		New Lab		Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		1		Chilled Water Pump		2355		CP4999-01B30		New Lab		Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		1		Chilled Water Pump		2321		CP4999-02B30		New Lab		Bill Kordas           271-3148

		29 Hazen Drive 		Concord		Merrimack		1		Cooling Tower		Marley NC4102				New Lab		Bill Kordas           271-3148

		ADMINISTRATIVE SERVICES DATA CENTER

		29 Hazen Drive		Concord		Merrimack		1		Trane Reciprocating Chiller (60 ton)		CRHR600C-4D		A7H60C2106		Boiler Room		Bill Kordas           271-3148

		29 Hazen Drive		Concord		Merrimack		1		Trane Reciprocating Chiller (60 ton)		CRHR600C-4D		A7G60C1978		Boiler Room		Bill Kordas           271-3148

		29 Hazen Drive		Concord		Merrimack		2		Chilled Water Pump, Aurora, 5 HP		89-2490-2				Boiler Room		Bill Kordas           271-3148

		29 Hazen Drive		Concord		Merrimack		2		Trane Condensing Unit		CAUA-6004-OB		77D/30581, 77D/30591		Court Yard		Bill Kordas           271-3148

		JOHN O. MORTON BUILDING

		7 Hazen Drive		Concord		Merrimack		1		McQuay Chiller, 2 Compressors		WDC050-BBBA		STNV0006000		Chiller Room		Sean McClellan 271-3148

		7 Hazen Drive		Concord		Merrimack		1						163				Sean McClellan 271-3148

		7 Hazen Drive		Concord		Merrimack		1		Cooling Tower, BAC, Supere		VTL 272-P CTE		V00090991		Roof		Sean McClellan 271-3148

		7 Hazen Drive		Concord		Merrimack				Motor Cooling Tower Fan								Sean McClellan 271-3148

		7 Hazen Drive		Concord		Merrimack		1		Alfa laval Plate Heat Exchanger		Mi5-BFG		30104-80199		Chiller Room		Sean McClellan 271-3148

		7 Hazen Drive		Concord		Merrimack		2		Taco Chilled Water Pump		FE4010				Chiller Room		Sean McClellan 271-3148

		7 Hazen Drive		Concord		Merrimack		1										Sean McClellan 271-3148

		7 Hazen Drive		Concord		Merrimack		1		Cooling Tower Pump, Taco		FE5013				Chiller Room		Sean McClellan 271-3148

		7 Hazen Drive		Concord		Merrimack		1		McQuay  RTU-1, I Compressor		RPS018CSW		FB0U000400451				Sean McClellan 271-3148

		LEGISLATIVE OFFICE BUILDING

		33 North State Street		Concord		Merrimack		1		York MAXE Screw Chiller		YSCASI-CFE		SLSM-685730		Mech Room		Mark Pezzulo     271-7670

		33 North State Street		Concord		Merrimack		1		Trane Climate Changer AHU		M-50		K5B275568		4th Floor Attic		Mark Pezzulo     271-7670

		33 North State Street		Concord		Merrimack		1		Trane Climate Changer AHU		M-65		K5B275567		Penthouse 		Mark Pezzulo     271-7670

		33 North State Street		Concord		Merrimack		2		Marley Cooling Towers		210115-3852-B24523				Roof		Mark Pezzulo     271-7670

		DEPARTMENT OF REVENUE, M&S BUILDING

		109 Pleasant Street		Concord		Merrimack		1		65 Ton York		YPAL065CVC46BDX		2CTM000384		Roof		Mark Pezzulo     271-7670

		109 Pleasant Street		Concord		Merrimack		1		65 Ton York		YPAL065CVC46BDX		2CTM000385		Roof		Mark Pezzulo     271-7670

		RECORDS & ARCHIVES

		71 South Fruit Street		Concord		Merrimack		1		Trane Voyager (3 phase/460 volts)		TCD330A40R2B6DH		CO5L11005		Roof Top		Mike Dupont      271-0025

		EMERGENCY OPERATIONS CENTER

		224 Sheep Davis Road		Concord		Merrimack		2		Trane Intellipak Chillers		CGAF-C60		C05L1153				Kevin Shuman     235-6327

		MCAULIFFE-SHEPARD DISCOVERY CENTER

		2 Institute Drive		Concord		Merrimack		1		130 Ton York Chiller		YCAS0130EC46ZGADBT		RFTM023151				Kevin Shuman    235-6327

		2 Institute Drive		Concord		Merrimack		1		York AHU-1 w/2 Variable Frequency Drives		XTO-075X087-JNM146A		08-103210-0301				Kevin Shuman    235-6327





SECTION VI GLENCLIFF

		SECTION VI: DEPARTMENT OF HEALTH & HUMAN SERVICES/GLENCLIFF HOME

		Physical Address		Town		Qty		Type/Description		Model #		Serial #		Location of Equip		Facility Contact Name & Phone



		393 High Street		Glencliff		1		Venmar CES. Air Handler Exchanger		erv1000id21dsfssl		6G829800002		Mechanical Rm (Rose)		Mike Archer   989-3111

		393 High Street		Glencliff		1		Venmar CES. Air Handler Exchanger		erv1000id21dsfssl		6G829800006		Mechanical Rm (Rose)		Mike Archer   989-3111

		393 High Street		Glencliff		1		Venmar CES. Air Handler Exchanger		erv2000id2xsisxsx		6h82980900004		Mechanical Rm (Rose)		Mike Archer   989-3111

		393 High Street		Glencliff		1		Venmar CES. Air Handler Exchanger		erv1000id21dsfssl		6G829800003		Rose Attic		Mike Archer   989-3111

		393 High Street		Glencliff		1		Venmar CES. Air Handler Exchanger		erv1000id21dsfssl		6G829800005		Rose Attic		Mike Archer   989-3111

		393 High Street		Glencliff		1		Venmar CES. Air Handler Exchanger		erv2000id2xsisxsx		6h82980900003		Rose Attic		Mike Archer   989-3111

		393 High Street		Glencliff		1		Venmar CES. Air Handler Exchanger		erv2000id2xsisxsx		6h82980900002		Rose Attic		Mike Archer   989-3111

		393 High Street		Glencliff		1		Venmar CES. Air Handler Exchanger		erv1000id21dsfssl		6G829800004		Rose Attic		Mike Archer   989-3111

		393 High Street		Glencliff		1		Venmar CES. Air Handler Exchanger		erv2000id2xsisxsx		6h82980900001		Rose Attic		Mike Archer   989-3111

		393 High Street		Glencliff		1		Trane AHU, 12.5 ton 		tch151c3000b		751100962d		Outside		Mike Archer   989-3111

		393 High Street		Glencliff		1		Captive Air System (Power Vent)		a4-920				Outside		Mike Archer   989-3111





